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Introduction
Modern electric power systems can be considered as the consequence of the con-
tinuous technological evolution, often pushed by economical, political and social
requirements. As an example, the main transformations in electric distribution sys-
tems arise from the diﬀusion of ˝Distributed Generation ̏(DG), i.e. small production
plants, often supplied through renewable energy sources, whose presence has signiﬁ-
cant implications on both energy management (since ˝active networks ̏are needed to
take into account bidirectional energy ﬂows by means of innovative devices) and pro-
tection systems (since adaptive protections can be used to automatically reconﬁgure
the network in the case of fault occurrence).
In general, in both transmission and distribution networks, monitoring, control
and protection tasks are usually performed by Intelligent Electronic Devices (IEDs),
which can be, by their nature, connected to each other by suitable communication
links. A famous example of this approach is represented by the series of Standard
IEC 61850 (Communication Networks and Systems in Substations). These stan-
dards are related to networks and communication systems within the substation,
but are used as a reference in all those circumstances in which an electrical sys-
tem is managed through the use of IEDs communicating with each other (as in the
case of active distribution networks). In this way, control and protection schemes
practically become algorithms, whose correct behavior is determined ﬁrstly by the
availability of data measured in strategic points of the network. The critical role of
the above mentioned applications, which clearly emerges from their implications on
safety, as well as from economical considerations, makes it of fundamental impor-
tance the evaluation of correctness and trustworthiness of the information on which
such actions are based. Many of these applications implemented for control and
protection purposes in electric power networks require the acquisition of informa-
tion by Wide Area Monitoring System (WAMS) from strategic points of the system
and need that the acquired data have an extremely accurate common time reference.
Generally, amplitudes and phases of the positive sequence voltages are the quantities
to be estimated in the network nodes. Because of the extension of power networks,
suitable measurement devices should be used to ensure proper synchronization be-
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tween the collected data. Thus, the key components of WAMSs are represented
by Phasor Measurement Units (PMUs) designed to measure synchronized phasors
(synchrophasors).
Typical synchronization speciﬁcations for synchrophasors measurement are in
the order of few microseconds. Such a tight synchronization requirements lead to
the need of highly accurate clock settings, such as the ones bases on satellite systems.
Currently, the Global Positioning System (GPS) is the only system to provide a time
reference with suﬃcient availability and accuracy for most distributed monitoring
and control applications in power systems. As an alternative, in situations where
many devices are located in a geographically limited sub-area (e.g a substation) of
the system and are connected to each other by suitable communication networks
(as described by the series of standard IEC 61850), it could be advantageous to dis-
tribute the time reference of a high accuracy clock to the devices through suitable
network synchronization protocols. Between them, the PTP (Precision Time Proto-
col) deﬁned in the Standard IEEE 1588 oﬀers the best accuracy performance. It is
worth mentioning that the Standard IEC 61850-9-2 practically indicates Ethernet as
a preferred communication solution, thus oﬀering an optimal support to implement
1588 synchronization in electric power plants. In this context, it should be recalled
that the IEEE 1588 proﬁle for power system applications (project PC37.238) is be-
ing developed under IEEE Power System Relaying Committee (PSRC) and Power
System Substation Committee (PSSC). The scope covers all power system applica-
tions, including Synchrophasors. The group works in close co-ordination with TC57
WG10, which plans to adopt the PTP proﬁle in the next revision of IEC 61850.
In the ﬁrst part of this thesis, the state of the art regarding power system evo-
lution, IEEE Standard on synchrophasor measurements and synchronization system
is presented.
In particular, the problems related to the evolution of the power system along
with some possible advantages due to the implementation of Phasor Measurement
Units in Wide Area Monitoring Systems are introduced. After a general description
of the architecture of a distributed measurement system based on PMUs, the new
synchrophasors standard is analysed, highlighting the diﬀerences with previous ver-
sions, the requirements for the measurement of synchrophasors and the deﬁnition of
synchrophasor under steady-state and dynamic conditions. Moreover, a summary of
the possible synchronization solutions is introduced. For each solution, advantages
and disadvantages are highlighted. In particular, satellite system and network based
protocol are analysed in detail.
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In the second part of the thesis, a synchronization solution able to exploit the world-
wide availability of the GPS and the possibility to disseminate the synchronization
signal with high accuracy by means of the network synchronization protocol IEEE
1588 is proposed. This solution is used for the synchronization of PMUs. The ob-
jective of this work is to analyse the possibility to synchronize PMUs via PTP and
to study the impact that such a synchronization solution has on the performance of
measurement systems under both steady-state and anomalous operating conditions,
as well as its eﬀects on the applications that make use of their data. Two diﬀer-
ent versions of the PTP are used: the ﬁrst one uses hardware-assisted time-stamp
mechanism whereas the second one uses software-only time-stamp mechanism. Two
experimental systems are characterized in detail with an accurate description of all
the used hardware and software components, and their synchronization performances
under diﬀerent operative conditions are analysed.
Finally, among all the sources which may contribute to the uncertainty intro-
duced by PMUs, the last part of this thesis analyses the impact of the phasor
estimation models on the accuracy of these devices, with particular attention to
algorithms proposed in literature for the estimation of dynamic phasors and studies
their performances under several diﬀerent conditions.

Chapter 1
Measurement issues in modern power
systems
1.1 Wide Area Measurement Systems
Signiﬁcant modernization is occurring in electric power systems, which are cur-
rently experiencing dramatic changes, arising from both technical and economic
reasons, such as the liberalization of the energy market, the increasing diﬀusion of
Distributed Generation (DG) and also the constant technical innovation on network
components. The deregulation, competition and an increasing complexity of modern
electric power system interconnections have led to several power system stability is-
sues, which can result in cascading trips and eventually system-wide blackouts. The
two recent blackout occurred in Italy and North America during 2003 and the one
occurred in north Europe in 2006, are a clear example of the above mentioned stabil-
ity problems [1–3]. The North American blackout (August 14, 2003), which was one
of the largest blackouts in the North American history, was caused by cascade faults
and it aﬀected about 50 million people causing ﬁnancial losses for around 6 billion
US dollars [2]. The European blackout occurred on November 4, 2006 aﬀected 10
countries and more than 15 million people for more than half an hour, causing a lost
of 14.5 GW of load [3].
From what it has been mentioned, it is clear that the problems encountered by
modern power system operators, related to wide-area system disturbances, cannot
be solved by means of traditional protection and control system and the implementa-
tion of a complex system of monitoring, management and automation of the power
systems is required. As a consequence, in modern transmission and distribution
networks, management and monitoring issues are usually performed by Intelligent
Electronic Devices (IEDs) connected to each other by suitable communication links.
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Control and protection schemes become actually algorithms, whose behaviour is
based on the estimated state of the system. Such estimated state depends on data
measured in strategic points of the network. The critical role of the above men-
tioned data clearly emerges considering their implications on safety, as well as on
economical aspects. As a consequence, the evaluation of correctness and trustwor-
thiness of the information on which control and protection schemes are based is of
fundamental importance. It follows, therefore, the need to have continuously up-
dated information on the electrical parameters. Proper synchronization between the
remote instruments is required, so that the quantity measured in diﬀerent points
of the grid are directly comparable. As a consequence, the implementation of a
Wide Area Measurement System (WAMS) able to acquire information on diﬀerent
nodes of a network and to distribute synchronized data on the state networks is
required. The problem of measurements synchronization is not simple given the
complexity and dimensions of the systems to which it is applied. The synchroniza-
tion accuracy requirements can signiﬁcantly change depending on the constraints of
the applications which vary from system to system. For example, there are methods
of measurement based on a real-time knowledge of quantities that are characteristic
of the status of the system. In this case, synchronization solutions that can ensure
the traceability of temporal data (time-stamping) with fairly stringent synchroniza-
tion accuracy are required. On the other hand, there are also diﬀerent applications,
including environmental monitoring for example, which are based on the availability
of averaged quantities and, therefore, the measures do not necessarily require a high
degree of synchronization. Synchronization can be obtained through the use of dif-
ferent sources: for the applications with more strict constraints, such as those which
require synchronization accuracy in the order of a few hundreds of nanoseconds, the
system based on Global Positioning System (GPS) satellite receivers appears to be
the most used. In the case of less stringent speciﬁcations, using alternatives, such
as those based on the synchronization protocols (eg NTP, Network Time Protocol)
can be conveniently. These aspects will be studied in more detail in the following
Sections.
1.2 Phasor Measurement Units
Phasor Measurement Units (PMUs) are the basis for the implementation of WAMSs.
They provide synchronized positive sequence voltage and current measurements and
oﬀer the most direct access to the state of the power system. These synchronized
data can be used to have a clear picture of the state of the network, and in case
of faults, to activate control and protection systems to prevent the occurrence of
cascade phenomena [4]. Fig. 1.1 shows the general block diagram of a possible
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implementation of a PMU.
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Figure 1.1: Block diagram of the main components of a PMU
Synchronization
Each unit is able to instantly acquire voltage and current signals in a synchronized
manner by using a suitable source of synchronization. As will be discussed in Chapter
3, GPS is currently the preferred solution for the synchronization of PMUs. A device
may have an integrated GPS receiver, or may receive the synchronization signal from
an external receiver. There are also alternative synchronization solutions. As an
example, it is possible to equip a PMU with a IEEE 1588 synchronization module
which may receive the reference time signal from the grand-master clock of the
substation via network communication.
Conditioning circuits
The analog inputs are currents and voltages signals obtained from the current and
voltage transformers. Transducers introduce an uncertainty that is related to their
accuracy class. In the usual practice, magnetic core Voltage and Current Transform-
ers (VTs and CTs) are employed. Their accuracy is generally limited to class 0.5,
according to the deﬁnition of the standards [5] and [6]. This means, at full scale,
a maximum ratio error of 0.5% and a maximum phase error of 6 mrad for VTs (9
mrad for CTs). To minimize the eﬀect of the ratio and phase errors introduced by
instrument transformers, compensation routines are usually implemented in com-
mercial PMUs [7]. However, the above compensation requires the transducers to
be accurately characterized, which is impractical, especially in existing plants and,
even when it is performed, it cannot be considered totally reliable, both because of
the unavoidable uncertainty in the metrological characterization of the device and
because the behaviour of the transducers can also be aﬀected by actual network and
environmental conditions. Therefore, signiﬁcant uncertainty is expected to aﬀect the
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measurement results, so that the transducer can be considered as the major source
of uncertainty a PMU can be aﬀected by.
In addition, the input signals can be further attenuated by means of shunts or
instrument transformers in order to meet the requirements imposed by the analog-
to-digital converter block and they can be ﬁltered by means of an anti-aliasing ﬁlter
in order to reduce the pass-band. In many cases, these are analog ﬁlters whose
cut-oﬀ frequency depends on several factors including the used sampling frequency.
Phase-Locked oscillator
In the vast majority of phasor measurement units, the process of data acquisition
is directly synchronized by means of the internal Phase-Locked Loop circuit (PLL)
to the time reference sources. Currently, most devices on the market use sampling
frequencies of the order of tens of ksamples. The sampled values are then converted
by a dedicated circuits: the Analog-to-digital Converter (ADC).
Microprocessor
The microprocessor calculates all the magnitudes of interest that can be encapsulated
in a Data message (see 2.1.5). It estimates all the current and voltage phasors
using one of the many algorithms available in literature (some will be described
in the Section 6.1) and generates the time-stamp for the signals derived from the
synchronization module (e.g. GPS receiver or PTP module). It also can embed in
the PMU messages other locally measured values of interest, such as frequency and
rate of change of frequency.
Communication
The modem is used to transmit or receive the time-stamped data or other types
of messages generated by a PMU through the network either to/from Phasor Data
Concentrator, a device specially designed to receive input data from diﬀerent PMUs
and to make their time alignment, or to/from Monitor Station. A PMU-based
measurement system (see Fig. 1.2) consists of several units installed in diﬀerent
nodes of the grid and connected, usually via WAN, to a hierarchical structure of
PDCs.
The measurement values collected by the Local-PDC, with its time references,
can be used to take some corrective action at the level of substation or can be
transmitted along with other records of other Local-PDC to a Super-PDC that can
use them for real-time wide area control and monitoring applications or for storage
of data for possible oﬀ-line analysis.
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Figure 1.2: Example of a PMUs system
1.3 PMU applications
Currently, the literature oﬀers a wide range of applications that take advantage
from the use of synchronized data from PMUs installed in strategic points of the
network [8]. These applications can be organized in two general groups depending
on whether they operate in real time or not:
• Real-time Applications
– State estimation;
– Power Quality monitoring;
– Real-time monitoring and control of the power system;
– Congestion management;
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– Adaptive protection;
– Identiﬁcation of sources of disturbing;
• Oﬀ-line Applications
– Post-event analysis;
– Validation of system models;
Some of these applications are brieﬂy described in the following.
State Estimation
The objective of State Estimation (SE) in power systems is to determine the best
estimate of the state of the system based on the quantities that are measured and
their accuracy, and on the available model of the system. The SE is one of the most
important applications for system operators, since many of the tasks of network
management (including voltage regulation, monitoring of the margin of stability,
contingency analysis and dispatching) depend on its data.
Before the advent of the PMU, the SE was based on the active and reactive
power ﬂows and voltage amplitudes measured by Remote Terminal Units (RTUs).
These data were characterized by poor time synchronization, resulting in low quality
SE. Moreover, the traditional SE of a system is obtained as a solution of non-linear
problems solved by means of iterative methods which might have long time of con-
vergence. The PMU-based systems have solved these problems, by oﬀering several
advantages consisting mainly in a better accuracy and robustness, easier identiﬁ-
cation of corrupted data and the possibility to obtain faster numerical solutions to
linear problems. In fact, in addition to bus voltage phasor measurements, PMUs
can also measure the current ﬂows at the lines connected to the bus where they
are installed. By measuring the line current phasors and using the π−line model,
the voltage phasor measurements can also be extended to the adjacent buses, where
none PMU is installed, through a linear formulation.
In literature, it is possible to ﬁnd several algorithms for SE [4, 9]: some entirely
based on traditional measures, some of which make a combined use of traditional
measures and synchrophasors and others entirely based on PMU measurements. In
this last case, with a suﬃcient number of installed PMUs at appropriate locations,
the SE problem becomes a linear problem solvable using only data provided by PMUs
(voltage phasor and current phasor measurements, and their linear relation based
on the π−line model). Unfortunately, as underlined in [10], the number of PMUs
currently deployed in power systems is still too small to allow for a SE process fully
based on synchrophasor measurements. At the same time, the use of only voltage
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and current measurements generated by PMUs is a reasonable assumption for future
scenarios, taking in account the growing presence of these devices [10, 11].
Indeed, looking at future installations, the possibility of having a fully linear
state estimation process is an attractive possibility that has led to the development
of new state estimation techniques. As an example, the algorithm presented in [4]
and used in [12] is based on a Weighted Least Squares (WLS) approach that uses
only synchronized voltage and current measurements, rather than active and reactive
power measurements. Using only the aforementioned PMU measurement data, the
SE problem can be formulated as:
[z] = [A][E] + [ξ] (1.1)
where:
• [z] =
⎡
⎢⎢⎣
E
′
r
E
′
i
Ir
Ii
⎤
⎥⎥⎦ is the voltage and current phasor measurements vector;
• [E] =
[
Er
Ei
]
is the state variables vector with all bus voltages;
• [A] =
[
I˜
Y
]
is the admittance matrix;
The upper part [I˜] of the matrix [A] is a unit matrix in which rows corresponding
to missing direct bus voltage phasor measurements are removed, while the lower part
[Y] is composed of conductances and susceptances for the lines where current phasor
measurements are available. [Y] relates the voltages linearly to the currents based
on the line model. The vector [ξ] represents the measurement uncertainties that are
assumed as random Gaussian variables with covariance matrix [W]. Equation (1.1)
is linear, hence the state estimation can be achieved using WLS method yielding the
solution:
[E] = [ATW−1A]−1[ATW−1][z] (1.2)
More details and a comparison with other estimation techniques can be found
in [4, 9].
Power Quality monitoring
In the liberalized energy market, it becomes very important to assess the entities
responsible for PQ disturbances. Therefore, suitable parameters, frequently based
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on distributed and simultaneous measurements achieved on the network, could be
a possible metric to characterize the quality of the services provided by system
operators. From this point of view, therefore, the use of PMUs is encouraged, since
they provide both the function of communication with a central data collection, and
perform measurements with high accuracy time synchronization. As an example,
PMU data can be used for PQ monitoring based on harmonic state estimation. The
harmonic content of the electrical quantities, in fact, represents an indispensable
tool for the practical implementation of some procedures recently proposed for PQ
monitoring and, in particular, for the localization of the harmonic sources in power
systems [13].
The deﬁnition of the harmonic content of the synchronized electrical quantities
can be obtained by extending to non-sinusoidal conditions the deﬁnition of syn-
chrophasor presented in 2.2, as stated in [14]. In particular, considering the periodic
signal x(t) composed by H harmonics, it can be decomposed into H synchronized
phasors, each of which has the form:
X¯h = (Xh)e
jφh = (Xh)(cos(φh) + j sin(φh)) (1.3)
where Xh and φh are the rms and phase values, respectively, of the h-th harmonic
component of the signal x(t), with h = (1, 2, ..., H).
Real-time monitoring and control of the power system
Real-time monitoring and control of the electric system are essential for its proper
and eﬃcient management. They allow the system operators to know the system
conditions and to take appropriate decisions to increase operational eﬃciency, in
the case of normal operation, or to act immediately when abnormal operating con-
ditions are detected. Since knowledge of the diﬀerences between the phase angles of
the voltages at system nodes, can provide important information on system stabil-
ity margins, the use of PMUs, which provide direct measurement of phase angles,
involves an obvious advantage in this type of applications.
Post-event analysis
Given the ability of PMUs to provide data with an high synchronization, and given
the hierarchical structure in which the latter can be organized, with PDC, Super
PDC and database of data at diﬀerent levels, post-disturbance analysis is one of
the ﬁrst application for which the PMUs were tested. The synchronized execution
of measures allows it to perform the time alignment of the collected data, therefore
facilitating the reconstruction of conditions in a given time and permitting easier
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identiﬁcation of the causes that led to the manifestation of certain events or prob-
lems.
1.4 Evolution of distributed power systems
The current electrical system is the result of a continuous technological and scientiﬁc
development that began in New York in 1882, when Thomas Alva Edison started the
ﬁrst plant for the production of electricity. Since that date, and already before 1900,
several U.S. cities had small plants for the production of electric energy scattered
in the metropolitan area and the infrastructures to distribute it. It can be said
therefore that the ﬁrst urban power networks were powered by small plants spread
all over the city and not interconnected.
However, the increasing consumption of energy and the growing attention to
safety and eﬃciency of the electrical system led, at ﬁrst, to the realization of in-
terconnection between diﬀerent urban systems and, then to the concentration of
production of electricity in large power plants located at large distances from the
urban area, creating the models of centralized power grid which remained intact,
in its conﬁguration, until the second half of the last century. Fig. 1.3 shows an
example of centralized architecture of an electrical system characterized by a large
factory capable of producing considerable quantities of electricity which were then
transported to consumption centres through lines of high, medium and low voltage.
The gradual concentration of power plants in the most economically advanta-
geous points of the city led to the development of increasingly extensive and inter-
connected energy transmission networks. As a consequence, the focus eﬀorts of the
scientiﬁc community was addressed to the aspects of electricity transmission over
long distances with minimal losses. The power ﬂow was unidirectional and the dis-
tribution system (medium and low voltage) was considered as a passive element in
the network.
However, as a result of recent climate change, the increase in the pollution level
of water and air and the augmentation of global average temperatures, recent years
have been characterized by a strong push of research into technologies for the pro-
duction of the so-called alternative or renewable energy, able to fully respect the
environment. In [15], for example, Jacobson and Delucchi report a series of articles
dealing with the concrete possibility to replace the use of fossil materials with the
use of renewable resources for energy production: Water, Wind, Sun (WWS). In
the same article they propose a theoretical study whose results suggest that it is
technically feasible to power the world with only renewable energies by 2050. The
idea behind this and many other studies is to exploit the presence of sources of clean
energy where they are available in abundance and to interconnect renewable energy
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Figure 1.3: Traditional Power System
sources based generation plants at various level of the network, thus switching from
a centralized to a distributed model (Distributed Generation). Although at the mo-
ment it is certainly not possible to say that the world will be powered exclusively
by renewable energy sources, surely the fact that in the current scenario the large
power plants are accompanied by alternative energy based small plants scattered
across the territory for the production of electricity can not be ignored.
The increasing diﬀusion of DG results in the need for profound changes in the
architecture of the electricity grids and in how they are managed. The distribu-
tion network no longer plays a purely passive role, but it arises the need to control
bi-directional ﬂows of energy (active networks): the loads are no longer seen as a
network elements only capable of absorbing power, but they also may be considered
as small-scale generators able to inject energy into the power network. In addi-
tion, scattered throughout the territory, there are small production facilities that
use renewable sources and inject energy at diﬀerent network layers. Fig. 1.4 shows
a representation of a modern power system characterized by the presence of dis-
tributed generation plants and active networks where the energy can ﬂow in both
the directions.
Considering all these changes, it is reasonable to assume that the traditional
management of radial distribution network is no longer suﬃcient to meet criteria for
safety and eﬃciency and should be abandoned for more ﬂexible architectures such
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Figure 1.4: Modern Power System
as meshed or closed loop. This new scenarios entail big challenges for engineers,
which should be able to provide greater ﬂexibility, and exploring new techniques
and protocols for network monitoring, management and control. Before the appear-
ance of the DG, the eﬀorts of researchers were mainly focused on lowering costs and
increasing eﬃciency of the apparatus of the transmission lines. The distribution
networks were seen as passive elements and therefore did not require great techno-
logical innovation. In modern networks, however, the switch from a passive to an
active view of the distribution systems requires a higher level of intelligence and
automation. It is indispensable to guarantee technical and economic eﬃciency, se-
curity and, given the increasing complexity of modern power grids, it becomes also
important to guarantee the ability of the network to automatic regulate and react to
unexpected situations. Then the concept of Smart Grids is introduced: an intelligent
system, where the ﬁnal consumer and the supplier of electricity are interconnected
by a network characterized by high levels of automation and computerization at all
the layers (generation, transmission and distribution) [16].
Such a conﬁguration of the electrical systems seems well suited to meet the needs
of the most innovative scenarios where the global demand for electricity is met only
through the exploitation of renewable resources and where a grid is divided into
cells or micro-grids, each of them able to decide the purchase/sale of energy from/to
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the transmission network or from/to other cells according to several factors such as
energy prices, the situation of loads and generators, etc.
1.5 Advantages and disadvantages of DG
As mentioned in the preceding paragraphs, the DG is now a reality of our times.
Among the causes of its rapid diﬀusion, the need to use energy more functional and
attentive to the needs of end users, the forecast growth in energy consumption, the
liberalization of the electricity market, the increasingly strong competition of its
actors, and the attention to the environmental problem can be listed. The impact
of DG on power systems is strongly inﬂuenced by speciﬁc aspects of the network on
which it is installed (type of conductors, length of lines, etc..), by the nature and
variability of loads, by the type of sources used for the production of energy. In this
Section, some of the advantages and disadvantages due to the diﬀusion of DG will
be listed and brieﬂy described [17–19].
Environment
One of the largest and most important advantages of DG is the ability to exploit
eﬃciently, using modern technologies, renewable energy sources (e.g. WWS). These
sources, unlike fossil fuels, can be considered practically inexhaustible, and are not
subjected to price ﬂuctuations or changes in the market due to unpredictable events,
such as natural disasters, or to events whose duration is diﬃcult to estimate, such
as wars. In addition, given the increasing global attention to the environment and
the increasingly strong pressures to reduce the production and emission of polluting
substances, the use of power plants based on clean sources seems the only way to
meet the goals that the global community is preﬁxing to ﬁght pollution and climate
changes.
Economy
The small size and relatively short construction and payback time of DG plants
compared to traditional large power stations allow diﬀerent actors to invest in the
liberalized market of the energy. The characteristics of the DG permit to quickly
respond to changes in supply and demand, the development of new technologies
and, in general, the evolution of the market. In fact, the DG plants can be very
ﬂexible in their operation, size, and expandability. As a consequence, they can be
operative during periods of high electricity prices (peak periods) and then they can
be switched oﬀ during periods of low prices. Moreover, the facility with which they
can be installed allows investors to upgrade the capacity of production of a plant
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in order to take advantage of the high prices of the energy market or to quickly
respond to an increment of the energy demand. In addition, the presence of DG
allows an operator to move the plants in the vicinity of the end consumers. This
means that the transmission lines and transformers are partially downloaded and
there is a reduction of losses due to the transfer of energy through long portions of
line [20]. DG provides economic beneﬁts not only to investors and capitalists. The
end users have the ability to react to changes in energy prices in a ﬂexible manner
by optimizing their consumption as a function of cost and availability of electricity
and deciding to sell and transmit energy produced in surplus on the net.
However, diﬃculties in obtaining permits for the installation of new systems can
be considered as a signiﬁcant obstacle for the diﬀusion of the DG, especially in some
countries. It should also be taken into consideration that there are certain social
movements that contest the works of public interest or centres of energy production
that could have negative eﬀects on the land where they are built. All these aspects
can negatively inﬂuence potential investors and cause a real slowdown in the diﬀusion
of the DG.
Robustness and reliability
The inherent ﬂexibility, which derives from the use of DG and from the changes
that it involves in terms of distribution network (transition from radial to meshed
architecture), also oﬀers the possibility to dynamically reconﬁgure the network in
case of failure, creating disruptions to a minimum number of clients. In fact, the
possibility to disconnect entire portions, of the network for maintenance operations
or to prevent cascading failures, having the option not to isolate all the users that are
located downstream of the fault and that can be supplied by DG plants is a major
advantage and increases robustness and reliability of the all electrical systems.
However, even considering all these advantages related to robustness and reliabil-
ity, it is also possible to list some disadvantages arising from the use of DG. The use
of decentralized energy production plants, in fact, implies the presence of bidirec-
tional ﬂow and, consequently, a greater diﬃculty in managing networks and setting
protection systems. Moreover, the maintenance operations may be more dangerous
because the separated part of the network continues to be powered by independent
generators which may not be aware of the critical condition.
Power Quality
The improvement of reliability and robustness of networks is part of a more general
topic focused on Power Quality (PQ) [21]. The liaison between DG and PQ is
ambiguous. With the liberalization of the market and the multiplication of actors
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involved, also the attention to the quality of services for the end users is increased.
In fact, there are several service providers that, in order to increase its portfolios
of customers, have an interest in oﬀering good quality products which meet their
necessity. On the other hand there are the customers, who gain contractual power
and, as mentioned, have higher expectations on the quality of services (especially
the industries). In addition, the end user can be at the same time producer and
consumer, thus complicating the picture. In this scenario it becomes very important
to reduce outages and faults such as power interruptions, voltage ﬂuctuations, etc..
Diﬀerent works in the literature state that the DG oﬀers several advantages in terms
of mitigation of PQ problems. In fact, DG helps to limit the voltage drop in the
resistive part of the impedances of the line by reducing the active power ﬂow in
transit to the loads along the distribution lines. In addition, the use of static power
converters for the connection of DG units to the network can help to increase the
level of PQ: if managed in a coordinated manner, for example, can contribute to the
control of the voltage or of the reactive power.
However, there is a line of research in the literature which states that the diﬀusion
of DG involves also several disadvantages in terms of PQ [19]. The increase of short-
circuit power as a consequence of meshed distribution network is an example of
that: it brings a greater depth of voltage dips and thus extends the area of inﬂuence
of faults. In addition, the close dependence of the production of clean energy from
renewable sources, the availability of which is by nature more or less aleatory, results
in a unpredictable behaviour of the systems and a consequent negative impact on
some of the parameters that characterize them. Frequency, for example, is a good
indicator of system stability. Ideally, the frequency of a power system should be
constant and equal to its nominal value. In the reality, however, frequency of voltage
and current signals diﬀers from these ideal conditions. As an example, the European
Standard EN 50160 deﬁnes and describes the voltage characteristics of electricity
supplied by public distribution networks [22]. As for the system frequency, it states
that the average value measured in a window of 10 s must be:
• For systems with a synchronous connection to an interconnected system
1. 50Hz ± 1% during the 99.5% of the year.
2. 50Hz +4% / -6% during the 100% of the time.
• For systems without a synchronous connection to an interconnected system
1. 50Hz ± 2% during the 95% of a week.
2. 50Hz ± 15% during the 100% of the time.
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This means that the system usually operates in a narrow band around the nominal
frequency, but also that it is possible to encounter particular occasions where the
real frequency of the system is far from the nominal value. Frequency ﬂuctuations
indicate a mismatch between generators and loads. The use of DG, whose energy
production is based on sources whose availability can not be guaranteed or predicted,
could lead to instability of the system frequency. Another example is the impact
on the regulation of voltage levels of an electrical system where the presence of DG
plants, that contribute to raising the proﬁle of the voltage of the lines on which they
are installed, can cause overvoltage or undervoltage problems. In electrical systems
where DG plants are present, in fact, the voltage regulation becomes more complex
and can not be based solely on traditional techniques [17].
Protection systems
Most of the traditional protections schemes of the electrical systems are based on
the premise that energy ﬂows are unidirectional. Their operation, in fact, is based
on the selection of the sections of the network to isolate in functions of the maximum
current. However, as already announced in the previous pages, with the diﬀusion of
the DG, it raises the possibility of the presence of bi-directional ﬂows from diﬀerent
sources and it becomes not possible to unequivocally select the section to isolate [23].
The protection system represents therefore one of the critical aspects of meshed
networks. This implies the necessity of studying and using new protection algorithms
whose operating modes are not based on old models of centralized power systems,
but are able to accomplish their functions in the presence of a high incidence of GD,
using new technologies of communication and control along with the possibility of
intelligent systems based on microprocessors [24].
From what just said, it is clear that a complete and eﬃcient use of the DG
to supply the public network cannot be separated from the implementation of a
complex system of monitoring, management and automation of the power systems
based on WAMSs information.
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Chapter 2
Synchrophasors
2.1 The IEEE standard on synchrophasors
The ﬁrst standard for synchrophasor for power system was introduced in 1995 with
the name of IEEE 1344-1995 [1]. The standard has been developed to lead to the
IEEE C37.118 version, published in 2005 [2]. IEEE C37.118 concentrates on two
aspects: the ﬁrst one concerns the deﬁnition of the synchronized phasor measure-
ments under steady-state conditions used in power system applications, the time
synchronization and the application of a time-tags; it also concerns the provision
of a method to verify measurement compliance with the standard, tests, and error
limits for the test. In the second one, a data communication protocol, including mes-
sage formats to assure interoperability among Phasor Measurement Units (PMUs)
of diﬀerent manufacturers is addressed.
The standard IEEE C37.118 has been further revised (see [3] for an introduc-
tion) to lead to two current standards: C37.118.1 IEEE standard for synchrophasor
measurements for power systems and C37.118.2 IEEE standard for synchrophasor
data transfer for power systems [4, 5]. The changes applied to [2] are focused, in
particular, on PMUs behaviour under dynamic conditions, frequency measurement
and the communication compatibility with the standards of the series IEC 61850
“Communication Networks and Systems in Substations” [6]. New limits and require-
ments are given for speciﬁc test cases, like amplitude and phase modulated signals or
linear ramp of frequency. Step tests are adopted to describe the response of phasor
estimation algorithms to transient conditions.
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2.1.1 Synchrophasor deﬁnition
Static phasor model
The deﬁnition of phasor has been introduced in 1893 by Charles Proteus Steinmetz
with the aim to analyse power system AC signals assuming a constant frequency [7].
However, the already mentioned need for monitoring and control of complex power
networks has led to the design of distributed and coordinated measurement systems.
Thus, the deﬁnition of phasor has evolved, by introducing the correlation between
the measurement result (in terms of amplitude and phase) and the precise time of
evaluation (time-tag), into the concept of synchrophasor. The standard [2] deﬁnes
the synchrophasors as “a phasor calculated from data samples using a standard time
signal as the reference for the measurement”. In other words, the synchrophasor
is considered as a complex number representation of the fundamental frequency
component of either a voltage or a current waveforms, with a time label deﬁning the
time instant for which the phasor measurement has been performed. In particular [2]
considers the Universal Time Coordinated (UTC) as reference time.
Given a sinusoidal signal x(t)
x(t) = Xm cos(ωt+ φ) (2.1)
where Xm is the signal magnitude, ω = 2πf is the system pulsation and φ is the
initial phase of the signal, which depends on the deﬁnition of the time scale, its
synchrophasor representation is
X¯ = (
Xm√
2
)ejφ = (
Xm√
2
)(cos(φ) + j sin(φ)) = Xr + jXi (2.2)
where Xr and Xi are real and imaginary rectangular components of the complex
phasor representation, (Xm/
√
2) is the RMS value of the signal and φ is its in-
stantaneous phase angle relative to a cosine function at nominal system frequency
synchronized to UTC. The phase φ is deﬁned to be 0◦ when the maximum of x(t)
occurs at the UTC time instant, and 90◦ when the negative zero crossing occurs at
the UTC time instant (Fig. 2.1).
Dynamic phasor model
The old standard addresses synchrophasor measurements only in stationary condi-
tions (both at nominal and oﬀ-nominal frequency). However, it should be consid-
ered that the assumption of steady-state conditions in real power systems is only
an approximation, since the characteristics of the measured quantities (frequency,
amplitude, phase, distortion, etc.) vary more or less rapidly with time. The static
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Figure 2.1: Synchrophasor representation of a sinusoidal signal.
model of synchropasors previously presented (see 2.2) is not suited to be used under
these conditions and, as a consequence, a new model for phasor measurement under
dynamic conditions has been addressed in [4]. In particular, a more general repre-
sentation of a power system quantity can be obtained with a modulated sinusoidal
signal xm(t)
xm(t) = Xmg(t) cos(ω0t + ϕ(t)), (2.3)
where Xmg(t) is the modulated signal magnitude, ω0 is the nominal system angular
frequency and ϕ(t) is a real function describing phase modulation. The equivalent
phasor can be deﬁned as follows:
X¯(t) = a(t)ejϕ(t) =
Xmg(t)√
2
ejϕ(t) (2.4)
The continuous time phasor deﬁnition (2.4) can be translated in the following dis-
crete time formulation:
X¯(nTs) = a(nTs)e
jϕ(nTs) n = 0, 1, . . . (2.5)
where Ts is the sampling period. Deﬁnition (2.4) is well suited to follow the non-
sinusoidal conditions of interest, because it highlights the time changing behavior of
phasor amplitude a(t) and phase ϕ(t). The signal (2.3) acts like a passband signal
centered at frequency f0 in the frequency domain: all the frequency components
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inside the band are considered meaningful, whereas the components outside the
band are considered as disturbances (Fig. 2.2). This model gives the dynamic
reference for any synchrophasor estimation algorithm, leaving to the estimator the
deﬁnition of a suitable computational procedure that allows to calculate phasors
with given accuracy constraints.
B
f0 f0
B
Figure 2.2: Qualitative behaviour of the dynamic phasor model in the frequency domain.
2.1.2 Synchrophasor estimation
The standards [4, 5] do not provide any detail about algorithms for the evaluation
of synchrophasors, leaving free choice to manufacturers. However, it gives precise
information about the time-tag, management and data transmission processes, to
ensure interoperability among a large amounts of PMUs data from diﬀerent manu-
facturers. Moreover, [5] deﬁnes the time-tag as the time of the theoretical phasor
that the estimated phasor represents and it corresponds to the time of the centre of
the estimation window. It has to be expressed as
Time-tag = SOC+ Fraction-of-Second/TBASE (2.6)
where SOC is the number of integer second counted starting from midnight 01-
Jan-1970, Fraction-of-Second is a 24-bit integer number which represents the actual
fraction of second and TBASE is an integer which express the resolution of the time-
tag.
The standards also deﬁne the reporting rate Fs as the number of synchrophasor
evaluations per second that each PMU shall support. Values of reporting rates
depending on the system nominal frequency are reported in Table 2.1.
By observing the sinusoid at intervals 1/Fs which are integer multiples of its
period T = 1/f (1/Fs = nT , with n = 0, 1, 2, ...), the corresponding synchrophasors
(X0,X1,X2, ...) are characterized by constant amplitudes and phases. Otherwise,
when the observation interval 1/Fs is not multiple of the signal period, the estimated
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Table 2.1: Required PMU reporting rates
System Frequency 50Hz 60Hz
Reporting Rates Fs 10 25 50 10 12 15 20 30 60
(frame per second)
synchrophasors show continuous phase changes with step equal to 2π(Fs−f
f
). Fig. 2.3
shows an example of a sinusoidal signal with frequency f observed with intervals
multiple of 1/Fs with 1/Fs = nT .
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Figure 2.3: Synchrophasor estimation with observation frequency Fs = f .
As for the frequency measurement, [4] states that both the frequency and the
Rate Of Change Of Frequency (ROCOF) shall be measured. The estimated fre-
quency of the system f(t) is expressed as
f(t) =
1
2π
d(Ψ (t))
d(t)
(2.7)
where Ψ (t) is the argument of the cosine in 2.3
ROCOF is reported as the derivative d(f(t))/d(t) of the frequency f(t) respect
the time t.
2.1.3 Accuracy limits
As for the accuracy, [4] deﬁnes the Total Vector Error (TVE) as a vectorial diﬀerence
between the measured and theoretical value of the phasor, expressed as a fraction of
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the magnitude of the theoretical one. Considering the synchrophasor representation
in (2.4), the TVE can be expressed as follow:
TVE(n) =
√
(X˜r(n)−Xr(n))2 + (X˜i(n)−Xi(n))2
Xr(n)2 +Xi(n)2
=
|a˜(n)ejϕ˜(n) − a(n)ejϕ(n)|
|a(n)|
(2.8)
where Xr(n) + jXi(n) is the phasor representation of the reference sinusoidal signal
and X˜r(n) + jX˜i(n) is the measured synchrophasor at the instant n.
The standard [4] requires TVE to be maintained below a threshold limit value
depending on the type and characteristics of the measured signal, the used reporting
rate and other parameters. It also deﬁnes the tests to be performed under steady-
state and dynamic conditions for diﬀerent compliance veriﬁcations, with reference
conditions and inﬂuence quantities deﬁned for two compliance levels (Level P and
Level M). Class P is characterized by a faster response but narrower operating
range and less out-of-band signal ﬁltering, whereas class M guarantees more precise
measurements with better ﬁltering and a wider range of performance.
In table 2.2 are reported the steady-state synchrophasor measurement require-
ments.
Moreover, three diﬀerent test cases (modulation, ramp and step tests) are iden-
tiﬁed for PMU performance evaluation under dynamic conditions:
• The modulation tests are used to determine measurement bandwidth by sim-
ulating oscillation in the power system. The amplitude and/or the phase of
power signal are modulated by means of a sinusoidal signal that is varied in
frequency. The positive sequence test signal can be expressed as follow:
X1 = Xm[1 + kx cos(2πfmt)] cos(2πf0t+ ka cos(2πfmt− π)) (2.9)
where fm is the modulation frequency, and kx, ka are respectively the ampli-
tude and phase modulation factors. Table 2.3 show the synchrophasor mea-
surement bandwidth requirements.
• In the frequency ramp test, the reference signal undergoes a linear change of
frequency at a constant rate of change. The positive sequence test signal can
be expressed as follow:
X1 = Xm cos(2πf0t+ πRf t
2) (2.10)
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Table 2.2: Steady-state synchrophasor measurement requirements
Minimum range of influence quantity over which PMU
shall be within given TVE limit
P class M class
Range
Max TVE
(%)
Range
Max TVE
(%)
Reference condition
Signal Magnitude
Current
Influence quantity
Signal frequency range―f
(test applied nominal
+ deviation: f ± f )
dev
0 dev
FNOMINAL ±2.0 Hz
± 2.0 Hz for F <10
± F /5 for 10≤F <25
± 5.0 Hz for F ≥25
s
s s
s
1 1
100% rated 10% to 200%
rated
10% to 200%
rated
1 1
Phase Angle
with | f – f |<0.25 HzIN 0
Constant or slowly
varying angle ± radiansπ 1 1± radiansπ
1%, each
harmonic up to
50th
Harmonic distortion
<0.2%
(TDH) 1 1
10%, each
harmonic up to
50th
Out-of-band interfering
signal, at frequency f
where |f –f |>F /2,
F = phasor reporting rate,
f = Fnominal
i
i 0 s
s
0
<0.2% of input signal
magnitude 1.3
10% of input signal
magnitude
for Fs≥10.
No requirement
for Fs < 10.
The signal frequency range tests above are to be performed over the given ranges and meet the given requirements at
three temperatures: T = nominal (~23 ºC), T = 0 ºC, and T = 50 ºC
Signal Magnitude
Voltage
100% rated 80% to 120%
rated
10% to 120%
rated
1 1
where Rf = d(f)/d(t) is the frequency ramp rate in Hz/s. The purpose of this
type of tests is to simulate the eﬀects of a sudden system imbalance caused by
a separation or a loss of load or generation and to test the tracking capability
of the PMU. Table 2.3 reports the synchrophasor performance requirements
under frequency ramp tests.
• Step tests, both in magnitude and phase, represent a transition between two
steady states are used to simulate various power switching events of the net-
work and to test response time, delay time, and overshoot in the measurement
of the PMUs. The test signal can be expressed as follow:
X1 = Xm[1 + kxf1(x)] cos(2πf0t + kaf1(t)) (2.11)
where f1(t) is a unit step function, kx is the magnitude step size and ka phase
step size. In table 2.5, phasor performance requirements for input step change
are reported.
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Table 2.3: Synchrophasor measurement bandwidth requirements using modulated test
signals
Minimum range of influence quantity over which PMU
shall be within given TVE limit
P class M class
Range
Max TVE
(%)
Range
Max TVE
(%)
Reference conditionModulation Level
k = 0.1,
k = 0.1 radian
x
a
100% rated signal
magnitude, Fnominal Modulation
frequency 0.1 to
lesser of F /10
or 2.0 Hz
s
3
3
Modulation
frequency 0.1 to
lesser of F /
or 5 Hz
s 5
3
3
k = 0,
k = 0.1 radian
x
a
100% rated signal
magnitude, Fnominal
Table 2.4: Synchrophasor performance requirements under frequency ramp tests
Minimum range of influence quantity over which PMU
shall be within given TVE limit
Ramp rate (Rf)
(positive and
negative ramp)
Performance
class
Ramp
range Max TVE
(%)
Reference conditionTest signal
100% rated signal
magnitude, and F
at start or some point
during the testl
NOMINAL
P class
M class
1
1
Linear frequency ramp
±2 Hz
Lesser of ±(F /5)
or ±5 Hz
s
±1.0 Hz/s
2.1.4 Synchronization requirements
The standard [4] says that the synchronizing source shall have suﬃcient availability,
reliability, and accuracy to meet power system requirements. This means that a
synchronization source should ensure continuous uninterrupted availability and be
accessible to all sites among which the data is to be collected and compared. Sev-
eral synchronization solutions are available and can be used to synchronize diﬀerent
PMUs. As an example, Global Positioning System (GPS) is, at the moment, the
most used technology for the synchronization of PMUs: its widespread availabil-
ity makes it possible to obtain, at each point of the tested system, a clock signal
synchronized with the one generated in other remote places. In Chapter 3, several
synchronization solutions will be described.
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Table 2.5: Phasor performance requirements for input step change
Minimum range of influence quantity over which PMU
shall be within given TVE limit
P class M class
Max
overshoot/
undershoot
Reference
condition
Step
change
specification
Magnitude = ± 10%,
k = ± 0.1,
k = 0
x
a
All test conditions
nominal at start
or end of step
5% of step
magnitude
Angle ± 10°,
k = 0,
k = ±
x
a π/18
All test conditions
nominal at start
or end of step
Response
time (s)
1.7/f0
|Delay
time| (s)
Max
overshoot/
undershoot
Response
time (s)
|Delay
time| (s)
1.7/f0
1/(4F )s
1/(4F )s
5% of step
magnitude
See Table 11
of IEEE
C37.118.1
See Table 11
of IEEE
C37.118.1
1/(4F )s
1/(4F )s
10% of step
magnitude
10% of step
magnitude
2.1.5 Data communication protocol
The standard [5] deﬁnes a data communication protocol and format of messages
in order to ensure the interoperability among PMUs from diﬀerent producers and
among PMUs and other devices like Phasor Data Concentrators (PDC) for real-time
data transmission. In [5], it is stated that any communication system or media which
guarantees the message frames transmission in their entirety as they are speciﬁed
may be used. Four types of message format to and from a PMU for use in real-time
communication of phasor data have been addressed: data, conﬁguration, header and
command messages.
All the messages have some ﬁelds in common: they all start with the same ﬁve
words (SYNC, FRAMESIZE, IDCODE, SOC, FRACSEC) and ﬁnish with the same
word (CHK). Fig. 2.4 shows an example of a transmission frame.
• SYNC (2 bytes) provides synchronization and frame identiﬁcation.
• FRAMESIZE (2 bytes) reports the total number of bytes in the frame.
• IDCODE (2 bytes) identiﬁes device sending and receiving messages.
• SOC (4 bytes) is the ﬁrst part of the time-stamp of the frame. It expresses
the integer number of seconds counted starting from midnight 01-Jan-1970.
• FRACSEC (4 bytes) is divided into two components: a 24-bit integer that is
the actual Fraction-of-Second count and an 8-bit Time Quality ﬂag.
• CHK (2 bytes) is a cyclic redundancy check which uses the generating poly-
nomial X16 +X12 +X5 + 1.
The grey ﬁelds may change depending on the type of message.
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SYNC FRAMESIZE IDCODE SOC
FRACSEC
CHK--- ---
0 2 4 6 8 10
Figure 2.4: Example of a transmission frame
Data frame
Data messages carry the measurements made by a PMU. After the already men-
tioned six ﬁelds that are in common with all the type of messages, the data frame
is characterized by the phasor data ﬁelds. The number nph of phasors data depends
on the numbers of acquired signals. If a PMU is acquiring three voltage and three
current signals, then there will be six phasors in each data frame (nph = 6). It
is possible to choose to use 4 or 8 bytes to represent each phasor inside the data
frame, depending on the ﬁxed 16-bit or ﬂoating-point format used, as indicated by
the conﬁguration frame. After the phasor values there are the frequency and the
rate of change of frequency (ROC) values, with a length of 2 or 4 bytes, depending
again on the indicated format representation. Then, it is possible to ﬁnd nan analog
data, which can have diﬀerent sizes (2 or 4 bytes each) and ndig digital data values
(2 bytes), where nan and ndig are the number of analog and digital data sent in
the data frame. The last ﬁeld is the check word (CHK), which has ﬁxed length (2
bytes). As a consequence, supposing that the data format conﬁguration is the same
for each ﬁeld in the same frame, the dimension of each data frame can be estimated
as 22 + (nph × 4) + (nan × 2) + (ndig × 2) bytes, if the PMU is conﬁgured to use the
ﬁxed 16-bit format, or as 22+ (nph× 8)+ (nan× 4)+ (ndig × 2) bytes, if the PMU is
conﬁgured in ﬂoating-point format. Fig. 2.5 shows an example of data frame in the
case of nph = 3, nan = 2 and ndig = 1 and ﬁxed 16-bit format conﬁguration. In this
case, the size of the message is 40 bytes.
SYNC FRAMESIZE IDCODE SOC
FRACSEC STAT PHASOR 1
PHASOR 2 FREQPHASOR 3
DFREQ CHKANALOG 1 ANALOG 2 DIGITAL 1
0 2 4 6 8 10
Figure 2.5: Example of data frame
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Conﬁguration frame
Conﬁguration Frame is a machine-readable message used to describe the PMU data
and to provide calibration factors. Three types of conﬁguration frame exist: CFG-
1, which indicates the possible measurements that a PMU may perform, CFG-2,
which indicates measurements currently being performed and transmitted in the
data frame, and CFG-3, which has the same functions as of CFG-2 but with added
information and ﬂexible framing.
Header frame
Header Frames is a human-readable message used to transfer descriptive information
provided by the user. It contains information about the PMU, the data sources,
scaling, algorithms, ﬁltering, or other related information.
Command frame
Command Frame is a machine-readable message sent by the control system and used
for control or conﬁguration purposes.
PC37.118.2: Data exchange and IEC 61850 compatibility
IEC 61850 series refer speciﬁcally to communication networks and systems in elec-
tric substations and they deﬁne services and data exchange method independently
from the lower layer protocols, introduce an object model description for equipment
and functions and map the services to communication protocols. Since the IEC
61850 series are now taken as a de facto reference in all those circumstances where
an electric system is managed with the help of inter-communicant IEDs (e.g. ac-
tive networks for Distributed Generation management, smart grids, etc.), it seems
clear that it is necessary an eﬀort to integrate the synchrophasor measurement re-
quirements and transportation over the IEC 61850 system. The old standard did
not specify a communication protocol or medium; it only deﬁned a data format
and content speciﬁcation. Moreover, the content speciﬁcation provided information
about the status of the measurement system, but did not provide remote controls,
conﬁguration methods, communication mapping and operation. All these missing
requirements are fundamental to assure to merge C37.118 requirements into the IEC
61850 systems and are considered in [5], which represents the ﬁrst step toward a com-
pletely harmonization of the standard IEEE C37.118 with IEC 61850. At the same
time, the IEC 61850 working group (WG10) is working to a project for the devel-
opment of synchrophasor proﬁle in IEC 61850 series. According to [3], this process
will be partitioned in ﬁve parts (use cases, communication requirements, modelling,
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conﬁguration, communication mapping) and will be published as Technical Report
IEC 61850-90-5.
2.2 Problems related to the TVE deﬁnition
TVE blends together two possible sources of error: magnitude and phase. Moreover,
the last one includes the contributions arising from both the phase error of the
measurement device and the possible lack of synchronization. Ideally, if only one
cause is present, the 1% limit would be reached for either a magnitude error equal
to 1%, a phase shift of 10mrad or a lack of time synchronization equal to 31.8μs at
50Hz (26.5μs at 60Hz).
This representation, despite the advantage of being extremely compact, may lead
to some misunderstanding in those applications that require strict constraints on a
single aspect [8]. In WAMS applications, for instance, the most useful information
provided by PMUs is often represented by the phase of the measured synchrophasors.
The value of TVE, which aggregates diﬀerent terms, does not permit to understand
directly if constraints on phase and/or synchronization are respected. In fact, a high
value of TVE may correspond to a high value of the magnitude error and a low value
of the phase diﬀerences of the phasors and, consequently, it may erroneously suggest
poor synchronization. From another point of view, a high value of magnitude error
may use the majority of the TVE budget leaving little margins for synchronization
uncertainty, which otherwise might be acceptable.
Fig. 2.6 shows an example of phasors involved in TVE estimation (the phase
and amplitude diﬀerences in the ﬁgure have been enlarged for an easier viewing). In
the picture 2.6-a, the two synchrophasors have same module (magnitude diﬀerence
equal to zero) and a phase diﬀerence equal to Δϕ = 8.7mrad. In this case, even if
the TVE is below the 1% limit (TVE= 0.87%), the phase error is equivalent to a
synchronization error of about 28μs (assuming system frequency of 50Hz), which
can be incompatible with the synchronization requirements of certain application.
In the picture (b), the diﬀerence between the magnitudes of the two phasors is 0.9%,
whereas the phase diﬀerence is equal to zero. In this second case the TVE is close to
the 1% limit (TVE = 0.9%) but all the error budget is consumed by the magnitude
uncertainty leaving a thin phase diﬀerence margin.
For clarity, Fig. 2.7 presents the TVE dependence on the magnitude and phase
deviations. As an example, if half of the 1% budget of the TVE was assigned
to the magnitude diﬀerence, the margin of phase diﬀerence would be reduced to
8.72mrad, which can be too high for some applications whose correct behaviour
depends on strictly accurate phase measurements. Nevertheless, the presence of so
many terms makes more diﬃcult the interpretation of such a method to analyze
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Figure 2.6: Examples of problems involved in TVE estimation
measurement accuracy, especially for those applications where some constraints are
more signiﬁcant than others.
When phase errors are not too large, the TVE can be approximated by:
TVE 
√
(Δarel)2 +Δϕ2 =
√
| a˜− a
a
|2 + (ϕ˜− ϕ)2 (2.12)
where the phase error is expressed in radians. In some cases, then, it could be useful
to divide the two components (amplitude and phase) and analyse them as separate
indices to emphasize certain results. In particular, the percent amplitude error and
the phase error expressed in centiradians can be compared directly with TVE%
results.
Alternatively, it can be convenient to use alternative indices more suitable to
express measurement performance in particular occasions. For instance, to describe
the inﬂuence of a step signal onto the phasor estimation the TVE cannot be used
because phasor can not be deﬁned at the instant of abrupt change. For this type of
conditions, it can be used the TVE settling time, that can be deﬁned as the time
diﬀerence between the last and the ﬁrst sample for which the TVE results bigger
than a threshold HT and can be expressed as:
ΔtR = sup
t
{TVE% > HT} − inf
t
{TVE% > HT} (2.13)
The TVE settling time represents the duration of the anomalous behaviour of
the estimator and gives a synthetic index to describe the algorithm behaviour in
a fast changing context. It is obviously possible to deﬁne an analogous index for
percent amplitude error and phase error, with speciﬁc thresholds and for speciﬁc
analyses [9]. Also the Transient Monitor (TM) can be used as alternative index [10].
42 Synchrophasors
M
a
g
n
it
u
d
e
D
if
fe
re
n
c
e
[%
]
Phase Difference [mrad]
0 2 4 6 8 10
0
0.1
0.2
0.3
0.4
0.5
0.6
0.7
0.8
0.9
1
TVE 1%
Figure 2.7: Example of data frame
It is conceived to provide a measure of the quality of the estimated phasors, in
terms of the diﬀerence between the actual waveform and the one reconstructed by
the synchrophasor. The TM is expressed as follow:
TM =
∑N−1
k=0 |xk − xˆk|
N
(2.14)
where xk is the k-th sample of the acquired signal,xˆk is the k-th sample of the signal
reconstructed using the measured synchrophasor, and N is the number of samples
used to evaluate the synchrophasor.
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Chapter 3
Clock Synchronization
The critical role of PMU based applications makes of fundamental importance the
evaluation of correctness and trustworthiness of the information on which such ac-
tions are based. In particular, synchronization is one of the key issues in applications
that make use of distributed measurement system data: the synchronization require-
ments of those applications lead to the need of highly accurate clock settings.
WAMSs can achieve signiﬁcant extensions, up to continental dimensions. Each
oscillator of each measurement device is aﬀected by an independent frequency drift.
the capability to correct that drift and to keep all the clocks synchronized is a fun-
damental aspect to assure high temporal traceability of collected data. The required
level of accuracy of synchronization critically depends on the applications that use
the data generated by IEDs and it can vary from system to system: typical synchro-
nization speciﬁcations for protection and control systems range from milliseconds,
for breaker operations and event reconstruction [1], to microseconds, for synchropha-
sor measurements (see [2–6]), to a few hundreds of nanoseconds, for fault location
applications based on travelling time of the waves [1, 6, 7].
Several synchronization systems exist, diﬀering from each other in terms of func-
tional features, complexity, performance and costs. The terrestrial synchronization
systems, for example, are widely used for a multitude of applications. They are char-
acterized by the widespread transmission of signals through the atmosphere (DCF77
based synchronization systems) or through the use of appropriate equipment as con-
trolled optic ﬁbers. The poor accuracy of the ﬁrst and the limited distribution
and high costs of the second, make them not suitable for the synchronization of
measuring instruments. On the contrary, the satellite synchronization systems cur-
rently appear to be the only used system to provide a time reference with suﬃcient
availability and accuracy for most distributed monitoring and control applications
in power systems. However, network synchronization systems are under observa-
tion and could be successfully used for the synchronization of distributed measuring
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instruments.
In the following, a comparative analysis of the satellite synchronization and the
network synchronization technologies is carried out and, for each, the main features
and synchronization accuracy are illustrated.
3.1 Satellite Synchronization System
Nowadays, satellite systems have a key role in any ﬁeld of science and technology,
and have become an integral part of everyday life. Moreover, satellite systems have
two important characteristics that make them suitable to be used for synchronizing
clocks scattered across a wide geographical area: the quality and coverage of syn-
chronization. In fact, a satellite-based synchronization system can oﬀer a worldwide
availability that makes it possible to obtain, at each point of the earth, a clock signal
synchronized with an accuracy that may reach the order of tens of nanoseconds. In
recent years there has been a growing presence in the market of devices based on
satellite-related technology. These devices allow any user to determine with a good
degree of accuracy some important information, such as the geographical position,
altitude compared to sea level and the synchronization signal referred to Universal
Time (UTC, Coordinated Universal Time). In addition, thanks to technological
progress, several applications have been developed, some of them only for the mili-
tary market, others accessible to the public:
• Synchronization of communications networks and devices;
• Monitoring and control for aviation and marine;
• Remote piloting of vehicles of diﬀerent types;
• Location of suspected;
• Surveillance through electronic bracelets;
• Geodetic, geophysical and cartographic measurements;
• Medical surveillance applications;
• Applications in anti-theft systems and in services of protection;
• Mobile phone application;
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3.1.1 Satellite System Functioning
Without loss of generality, it is possible to say that the functioning of a satellite
system is based on the measurement of travel time of a signal transmitted from three
or more satellites and received by terrestrial receivers. Each satellite is equipped with
high accuracy clocks and is continuously monitored by terrestrial control stations.
Also each terrestrial receiver is equipped with an internal clock. But in this case,
the quality of the performance assured by the clock depends on the type and the
class of the receiver. The signal continuously transmitted by the satellites contains,
among other information (like orbital information, satellite status etc.), the time
the signal has been transmitted. By using its internal clock, a terrestrial receiver
is able to generate the time of arrival of the signal to estimate its travel time as a
diﬀerence between time of arrival and time of transmission and, knowing the speed
of propagation of electromagnetic waves, to calculate its distance from the satellite.
The set of points equidistant from the position of the satellite has the shape of
a sphere, whose intersection with the terrestrial surface, as a ﬁrst approximation,
generates a circumference (see Fig. 3.1).
In the ideal case (perfect estimation of the distances between the receiver and
satellites), assuming the altitude of the receiver is known, three satellites are needed
to precisely estimate the position of the receiver. In the real case, the three cir-
cumferences generated by the intersections of the three spheres with the surface of
the earth, do not intersect in a single point. They deﬁne a triangle, whose area
is proportional to the uncertainties of the estimation of the distances between ter-
restrial receiver and satellites, and mainly depends on the quality of the receiver
clock. To reduce the uncertainty in the distance estimation, usually receivers use
four or more satellites to obtain both the location of the receiver and correct time
by solving a system of four equations in four variables: latitude, longitude, altitude
and time signal. In fact, even if three satellites should be enough to individuate the
position since space has three dimensions and a position near the Earth’s surface
can be assumed, even a very small clock error multiplied by the very large speed
of propagation of satellite signals (speed of light) results in a large positional error.
It seems clear then, that by using four or more satellites, each receiver is able to
continually update its internal clock to the very precise clocks of the satellites and
correct the drift, thus ensuring a high synchronization.
3.1.2 Global Positioning System
The NAVISTAR-GPS (Navigation System Time And Ranging Global Position Sys-
tem) also known as GPS, is the results of a project conducted by the U.S. Department
of Defense, and stared in the second half of the sixties [8]. It is now maintained by
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Figure 3.1: Example of satellite system functioning
the United States government and freely accessible by anyone with a GPS receiver
with some technical and accuracy limitations, which are only removed for military
use. The overall conﬁguration of the GPS system can be seen as the set of three
subsystems:
• Space segment;
• Control segment;
• User segment;
Space Segment
The space segment consists of a constellation of 31 satellites, plus 3 satellites that
can be reactivated if needed, which orbit 20200 km from Earth’s surface. The GPS
system has been designed in order to ensure the availability of at least 24 GPS
satellites, for the 95% of the time. Before 2011, only 24 satellite were considered
as part of the core constellation which was organized into six equally-spaced orbital
planes at an angle of 55◦ to the equatorial plane, each containing four satellites evenly
distributed over the orbital plane of belonging. This arrangement ensured that there
are at least four satellites in view from virtually any point of the planet. In 2011,
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however, three satellites were added to the core constellation and six satellites were
repositioned, so that GPS now eﬀectively operates as a 27-satellites constellation
with improved coverage in most parts of the world. The satellites used at the
time, are part of the block II, launched in 1989. They are equipped with four
oscillators, two rubidium and two caesium, which play the role of atomic clocks and
are constantly monitored by the control segment.
Control Segment
The main functions of the GPS control segment are to track the GPS satellite
units, monitor their transmissions, perform analyses, send commands and data to
the constellation and supervise the operation of their watches, making the required
corrections. It can be seen as a global network of ground facilities organized as
follows (the locations of these facilities are shown in Fig. 3.2):
• 1 master control station;
• 1 alternate master control station;
• 12 command and control antennas;
• 16 monitoring sites;
Master Control Station
Ground Antenna Air Force Monitoring Station
Alternate Master Control Station
AFSCN Remote Trecking Station
NGA Monitor Station
Figure 3.2: Control segment representation
The master control station is in Colorado and its tasks are to monitor the system
and to provide command and control of the GPS constellation. Monitor stations
track the GPS satellites, collect atmospheric data, range/carrier measurements, and
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navigation signals and they send everything to the master control station that uses
those information to correctly operate. Ground antennas are used to communicate
with the GPS satellites for command and control purposes.
3.1.3 User Segment
The user segment is composed of ten of millions of end users including both military
and civil. To access the information available from GPS, users must be equipped
with receiving devices, available on diﬀerent market segments and with diﬀerent
beneﬁts depending from system to system, which allow them to obtain and display
information about position and timing. A GPS receiver can be seen as a special
radio receiver tuned to the frequencies used by the satellite system, with decoding
and signal processing capabilities and with an internal memory for data storing.
They are generally composed by an antenna, used to receive the satellite signals,
a decoder for the interpretation of signals, a microprocessor used to elaborate the
information contained in the messages, an oscillator (typically quartz) whose quality
and accuracy depend on the market segment of the receiver, an internal physical
memory and a software to let the user access the data and conﬁgure the device.
It is possible to classify the GPS receivers in two main families:
• Sequential receivers: have a single channel for the pursuit of at least four satel-
lites to sequentially determine position. These receivers oﬀer the advantage to
be cheap, but they should not be used in cases where processing speed is an
important requirement (real-applications time);
• Multi-channel receivers: have more channels for tracking satellites, each of
which demodulates the signal and performs a distance measurement. These
receivers are more expensive but they are faster and then suitable to be used
for applications that require high dynamic and, as a consequence, to be inte-
grated in measurement devices that need high synchronization accuracy and
availability (e.g. PMU).
In addition to GPS, other systems are used by other countries or under develop-
ment. The Russian GLObal NAvigation Satellite System (GLONASS), for example,
has an history similar to that of the GPS. It is the result of military researched
and, during his ﬁrst years of life, it has been used by only the Russian military,
until it was made fully available to civilians in 2007 [9]. Also the Chinese Compass
navigation system, is now operative since December 2011 with coverage of China
and partial coverage of adjacent countries. Among the systems under development,
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there are the planned European Union Galileo positioning system (see [10]) and the
Indian Regional Navigational Satellite System.
3.2 Network Synchronization System
As shown in the previuos Section, currently the GPS is commonly used to provide
a time reference with suﬃcient availability and accuracy (in the order of tens of
nanoseconds or even less) for most distributed monitoring and control applications
in power systems. Its widespread availability makes it possible to obtain, at each
point of a WAMS, a clock signal synchronized with the one generated in other
remote places. However, this type of systems has also some drawbacks. Equipping
each measurement device of a substation with a dedicated GPS receiver can be
an optimal solution from a technical perspective, but can be impractical from the
economic point of view. In addition, there is a reliability problem related to the
GPS receiver of a measurement device: if for some reason it loses the signal, it will
be unable to oﬀer backup solutions to ensure synchronization. Therefore the data
of the instrument which has lost synchronization could not longer be used.
In the scientiﬁc literature, several possible alternative synchronization solutions
can be found. In particular, the option considered in this thesis exploits the possibil-
ity of distributing an accurate time reference by means of communication networks
and speciﬁc network synchronization protocols. This solution appears particularly
suited for those substations where the series of IEC 61850 standards has been intro-
duced [11]. These standards present signiﬁcant innovations in the communication
among the several electronic devices that co-exist and co-operate for Substation Au-
tomation System (SAS) purposes in a modern electric substation or in an active
distribution network. In particular, the Standard IEC 61850-9-2 (see [11]) practi-
cally indicates Ethernet as a preferred solution, thus oﬀering an optimal support to
use network synchronization protocols in electric power plants.
The remainder of this Section describes the main features of the synchronization
network protocol over Ethernet currently available: Network Time Protocol (NTP)
and Precision Time Protocol (PTP).
3.2.1 Network Time Protocol
Standard NTP over Ethernet is used to synchronize clocks over packed switched
network with variable propagation delay and provides a time accuracy at the mil-
lisecond level, which is enough for processes that are not time critical [12, 13]. It
was developed in 1988 at the University of Delaware (United States) and is one
of the oldest protocols still in use, arrived recently in its fourth version. This sys-
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tem is capable of continuously maintain synchronization among diﬀerent nodes in
a completely automatic way. These characteristics make it suitable for both syn-
chronization of a single computer or an entire Wide Area Network (WAN). The
operation of the NTP is based primarily on a hierarchical semi-layered structure of
clock sources willing to numbered levels called strata as shown in Fig. 3.3, where
blue arrows represent direct connections, whereas red arrows represent network con-
nections. The number of the level indicates the distance from the reference clocks
which are always in stratum 0:
• Stratum 0 is the stratum which contains the reference clocks such as atomic
(caesium, rubidium) clocks, GPS clocks or other radio clocks. The clocks are
not integral part of the network, but are usually connected to computers of
stratum 1 and synchronize them by means of Pulse Per Second (PPS) signal.
• Stratum 1 is composed by computers that are directly connected with the ref-
erence clocks and with computers of Stratum 2. These computers act as servers
for computers of level 2 and communicate with them using NTP messages.
• Stratum 2 is composed by computers that send NTP requests to Stratum 1
servers. Normally, they use more than one server of level 1 as a reference
and, by means of an exchange of NTP messages they are able to choose the
most accurate among the reference computers. Computers of strata lower then
the second employ the same NTP functions of peering and data sampling of
Stratum 2 and can themselves act as servers for lower strata. NTP supports
up to 256 levels depending on the used version.
Atomic Clocks
Stratum 0
Stratum 4
Stratum 3
Stratum 2
Stratum 1
Figure 3.3: NTP architecture representation
The synchronization accuracy depends on several factors, like quality of refer-
ence clocks, server and client clock, network traﬃc conditions and dimension of the
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network. Anyway, intuitively it is possible to say that the synchronization accuracy
of a clock decreases with the separation between its layer and Layer 1. The syn-
chronization performance can vary from 10msec for WAN up to 200 nsec for LAN
during optimal conditions.
Clock Synchronization Algorithm
The Clock Synchronization Algorithm of NTP is based on the exchange of non-
periodic massages between NTP servers and a clients. A client, in fact, is able to
estimate the synchronization diﬀerence between its clock and the reference one and
to correct it, by estimating round-trip delay time γ value and the oﬀset θ value based
on 64-bit (32-bit seconds part and a 32-bit fractional second part) time-stamps of
the exchanged messages with the server. In Fig 3.4, the operations between a NTP
client and server are shown schematically.
Client
Side
Server
Side
C(t )1
S(t )2
S(t )3
C(t )4
Client Request
Ser
ver
Res
pon
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T
im
e
T
im
e
Figure 3.4: NTP clock synchronization algorithm
Values of γ and θ are estimated by using the four time-stamps: C(t1) is the
transmission time of the request packet send from the client C to the server S,
S(t2) is the reception time of the request packet received by the server, S(t3) is the
transmission time of the response packet transmitted from the server to the client
and C(t4) is the reception time of the response packet received by C. Each message
contains the last three NTP time-stamp, while the fourth one is calculated when the
message return to the client.
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Value of γ and θ are computed as follow:
γ = (C(t4)− C(t1))− (S(t3)− S(t2)) (3.1)
θ =
(S(t2)− C(t1)) + (S(t3)− C(t4))
2
(3.2)
The NTP synchronization is correct when both the client-server and server-client
paths have symmetrical nominal delay. Otherwise, the synchronization has a sys-
tematic bias of half the diﬀerence between the forward and backward travel times.
The characteristics of the NTP make it not suitable for the synchronization of all
the measurement device in WAMSs.
3.2.2 Precision Time Protocol
The IEEE 1588 standard, also known as IEEE Standard for a Precision Clock Syn-
chronization Protocol for Networked Measurement and Control Systems or PTP was
ﬁrst published in 2002 (see [14]) and revised in its current version in 2008 [15]. IEEE
1588 is a distributed protocol that is able to properly work both in networks con-
sisting of PTP devices only and in networks consisting of a combination of PTP and
non-PTP devices. It speciﬁes that the real-time clocks, organized into a master-slave
synchronization hierarchy, synchronize with each other by means of an exchange of
PTP timing messages, with the slaves using the timing information to adjust their
clocks. PTP provides synchronization for both software-only and hardware-aided im-
plementations. For the former, timing deviations of tens of microseconds have been
demonstrated [16]. For the latter, deviations of tens to hundreds of nanoseconds, de-
pending on the devices used and the traﬃc conditions [17], have been demonstrated.
Event messages and general messages are deﬁned in the protocol.
Event messages need to be accurately timestamped at both transmission and
receipt side. They consist of:
• Sync: the master element sends Sync messages with period TSYNC to the
directly connected slaves. TSYNC has a default value of 2 s but it can be changed
by the administrator of the network. The message is timestamped both with
the transmission time, by the master, and with the reception time, by the
slave;
• Delay_Req: Delay Request messages are sent from the slave to the master.
The slave clock generates a time-stamp based on its local clock when the
Delay_Req message is sent. The master clock generates a time-stamp based
on its local clock when it receives the message;
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• Pdelay_Req and Pdelay_Resp: Peer delay Request and Peer delay Re-
sponse messages are used to estimate the link delay between two clocks that
are conﬁgured to use peer delay mechanism (see [15] for more information);
Unlike the Event messages, General messages do not need any time-stamp:
• Announce: Announce messages are used during the best master clock algo-
rithm to establish the master-slave hierarchy;
• Follow_Up: the master may sand it immediately after the Sync message
to communicate to the slave the Synch transmission time. Alternatively, the
Synch time-stamp is embedded in the Synch messages, but it can be less
accurate;
• Delay_Resp: the Delay Response messages are used by the master to send
to the slave the time-stamp of the arrival time of the Delay_Req messages;
• Pdelay_Resp_Follow_Up: also this type of message is used when peer
delay mechanism is implemented;
• Management: Management messages are used to query and update the PTP
data sets maintained by clocks. These messages are also used to customize a
PTP system and for initialization and fault management;
• Signaling: This type of messages are used for the rest of communication
among PTP devices.
All messages are composed by a common header (see Fig. 3.5), a body which
may vary depending on the type of message, and a suﬃx which may have zero length.
Five PTP device types are also described in [15], each of them implementing one
or more aspect of the protocol:
• Ordinary clock is a clock that has a single PTP port. It can be a reference
clock (grand-master) providing a source of time or it can be a slave clock.
• Boundary clock is a clock that has several PTP ports. Each port indepen-
dently works like the port of an ordinary clock. It allows the synchronization
of IEEE 1588 clocks across subnets, by eliminating the large ﬂuctuations in
communication latency typically generated by bridges.
• Transparent clock is a device able to estimate the time that a packet needs
to cross the device, and able to include this information in the same message.
The client, by using this information, can take into account the delay due
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Figure 3.5: PTP common message header
to the forwarding of the message and to more accurately synchronize its own
clock to the master. There are two types of transparent clock: end-to-end
transparent clock, that supports the use of the end-to-end delay measure-
ment mechanism between slave clocks and the master clock, and peer-to-peer
transparent clock that supports the peer-to-peer delay measurement mech-
anism and, in addition, is also able to provide corrections for the propagation
delay of the link connected to the port receiving the PTP event message.
• Management node is the device used for the conﬁgure and monitor PTP
clocks.
The normal execution of the protocol can be divided in two parts: determining
the clock with the best time accuracy (grand-master clock) by means of the Best
Master Clock (BMC) algorithm and measuring and correcting time skew caused
by clock oﬀsets and network delays. Devices are then organized in a Master-Slave
hierarchy. The protocol synchronizes slave clocks to the grandmaster clock, ensuring
that the time scale of the entire system will be traceable to the time scale of the
grandmaster clock and that events and time-stamps in all devices will use the same
time base.
3.2 Network Synchronization System 57
Best Master Algorithm
In its initial phase, the PTP runs the BMC algorithm to select, among all the PTP
devices of the system, a grand-master clock (the reference clock of the network),
which provides the reference time to the other clocks (slave clocks), and to deﬁne
the master-slave hierarchy. During this phase, each clock sends announce messages
which contain, among other information, its characteristics and the characteristics of
the clock that at the moment it considers the grand-master. Then each port of each
PTP device examines the contents of all received announce messages and according
to these messages, if there is a better quality clock then the one that is considered
the grand-master, the device selects this one as the grand-master clock.
At the end of the BMC algorithm, moreover, each port of each PTP clock assumes
a state between master, slave and passive:
• MASTER: the port is the source of time on the path served by the port.
• SLAVE: the port synchronizes to the device on the path whose port is in the
MASTER state.
• PASSIVE: the port is not the master on the path nor does it synchronize to a
master. It is a port in a sort of IDLE state to avoid closed loop in the network.
It can be activated in case of reconﬁguration of the network.
In Fig. 3.6, an example of tree structured master-slave hierarchy has been re-
ported. Clock 1 is the better clock in the LAN and it has been chosen as grand-
master. The state of all the port has been chosen to guarantee the proper synchro-
nization of each clock avoiding closed loops. Port in the master, slave and passive
state have been indicated whit M, S, and P, respectively.
Clocks Synchronization
Once the tree-structured master-slave hierarchy has been completed, the PTP is
reduced to the synchronization of pairs PTP ports, one master and one slave. This
phase of the protocol is based on the exchange of messages between the master
and the slave. This last one, thus, uses the timing information obtained during
the communication to adjust its clock. Fig. 3.7 illustrates a basic synchronization
message exchange among a master and a slave.
The master sends to the slave the Sync message at instant t1 and immediately
after it sends a Follow_Up message containing the value of t1. When the slave
receives the Sync message, it timestamps it with the reception time t2 and sends a
Delay_Req message to the master at the instant t3. The master, then, generates a
time-stamp t4 when the Delay_Req message is received and sends this value to the
58 Clock Synchronization
Best Master
clock - 1
M
Boundary
clock - 1
M
M
MS
P
Ordinary
clock - 3
S
Boundary
clock - 2
P
M
PM
S
Ordinary
clock - 4
S
Boundary
clock - 3
M
M
MM
S
Ordinary
clock - 7
S
Boundary
clock - 4
M
M
SM
P
Ordinary
clock - 8
S
Boundary
clock - 5
M
P
PM
S
Ordinary
clock - 9
M
Boundary
clock - 6
P
P
SS
P
Ordinary
clock - 10
S
Boundary
clock - 7
P
P
SM
P
Ordinary
clock - 11
S
Boundary
clock - 8
P
M
SM
P
Ordinary
clock - 12
S
Boundary
clock - 9
P
M
PM
S
Ordinary
clock - 5
S
Ordinary
clock - 6
S
Ordinary
clock - 13
S
Ordinary
clock - 2
S
Figure 3.6: Best master clock algorithm example
slave with a Delay_Res message. These messages are sent periodically to allow the
slave to continuously synchronize its clock.
With these four time values t1, t2, t3, t4, the slave is able to estimate both the
oﬀset O from the master and the one-way delay D and synchronize itself to the
master. In fact it is possible to obtain the two following expressions:
t2 = t1 +O +DM→S (3.3)
t4 = t3 +O +DS→M (3.4)
where DM→S and DS→M are the master to slave and slave to master delays, respec-
tively. In the case it is possible to assume symmetrical delay DM→S = DS→M = D
then:
D =
(t2 − t1) + (t4 − t3)
2
(3.5)
O = (t2 − t1)−D (3.6)
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Figure 3.7: Basic synchronization message exchange
PTP Synchronization Uncertainty Sources
The uncertainty of a synchronization mechanism based on message exchange on a
network strictly depends on several sources [18]. One of these sources is due to the
time reference of the master and is strictly related to the quality of the used clock.
A clock can be generally summarized as consisting of an oscillator and a counter.
The counter, by counting the repeatable time intervals generated by the oscillator,
establishes a time scale. The time scale value c(t) at a given absolute reference time
t′ can be expressed as:
c(t′) = c0 +
∫ t′
0
f(t) dt (3.7)
where c0 is the origin of the time scale, f(t) is the evolution of the frequency over
the time and  ·  calculates the ﬂoor of a number.
Ideally, the frequency of an oscillator f(t) is constant but, in a real case, it is a
complex function of the time because it is aﬀected by diﬀerent factors, like changes
of temperature and pressure and also the age of the oscillator. However, in practice,
f(t) can be approximated by using a linear model and can be expressed as:
f(t) = f +Δft (3.8)
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where f is the initial frequency of the oscillator and Δf represents the constant
speed drift. By replacing 3.8 in 3.7, a new expression of time scale is obtained:
c(t′) =
[
c0 + ft
′ +
Δf
2
t′
2
]
(3.9)
Comprehensive understanding of the oscillators can be found in [19] and [20].
Among the various uncertainty sources there are also the traﬃc conditions, the
number of network devices on the path between a master and a slave, the presence
of no-PTP compliant devices, the network load and the presence of an asymmet-
rical delay (DM→S = DS→M). All these components can decrease signiﬁcantly the
performance of the protocol because contribute to increase the unpredictability of
the network. In the literature several reports (e.g. [17, 21, 22]) show diﬀerent cases
of synchronization performance with IEEE 1588, expressed in terms of deviations of
the PPS provided by clocks linked via either repeaters, switches, etc.. Evaluating
how these deviations aﬀect the accuracy of synchrophasor measurement is straight-
forward, since there is a linear relationship between time deviations and phase shifts.
For instance, according to [21] the time deviations in presence of either a repeater or
a switch are in the order of tens to few hundreds of nanoseconds. As a consequence,
phase deviations in the order of 10−5 to 10−4 rad would be introduced in the syn-
chrophasor measurement for a fundamental frequency of 50Hz. This would lead to a
TVE far below the 1% limit allowed by [2], even adding the deviation introduced by
the GPS receiver (e.g. a maximum of 100ns). In Table 3.1, expected contribution
of time deviation to synchrophasor accuracy have been reported.
Table 3.1: Expected contribution of time deviation to synchrophasor accuracy
Network Devices
Phase Deviation TVE
Mean Standard Mean Standard
Value Deviation Value Deviation
(rad) (rad) (%) (%)
Repeater 6.9E − 06 3.1E − 05 6.9E − 04 3.1E − 03
Switch 1.5E − 05 7.3E − 05 1.5E − 03 7.3E − 03
Nevertheless, the use of ordinary switches or router should be avoided in critical
timing applications where sub-microseconds or better accuracy is needed. In these
cases, the two presented kinds of IEEE 1588 compliant components (boundary clocks
and transparent clocks) should be utilized. Some recent works investigated about ad-
vantages and disadvantages arising from the use of these devices. Particularly [23–25]
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analysed performance of boundary clocks and transparent clocks for a line topology
conﬁguration where diﬀerent bridges are organized in a cascade conﬁguration. In
such a system the only employment of boundary clocks, which compensate the fre-
quency drift by means of a control loop (e.g. PI-Loop), may not be eﬃcient in
the case of many levels of cascade. This is because in a chain of boundary clocks,
a sequence of control loops is established and may cause unacceptable instabilities
and deviations of the clocks. The utilization of transparent clocks, instead, allows to
avoid the problems resulting from cascade of control loops and permits to consider
bridges as network elements with known delay. In this way, the delay of the Sync
message between the PTP master and a PTP slave can be estimated as follows:
DSync =
n∑
i=1
LDi +
n−1∑
i=1
BDi (3.10)
where n is the number of links between the master and the slave, BD is the bridge de-
lay for handling time frames and LD is the line delay to the previous node (see [23]).
Moreover, authors of [23] show that in a line topology, after three boundary clocks
in cascade, the absolute error may exceed 4μs (1.2mrad for a sinusoidal signal at
50 Hz). After ten levels the absolute error may reach 150μs (47.1mrad). On the
contrary, a chain of transparent clocks leads to a delay between master and slaves
almost independent of the number of bridges in cascade and below 1μs even after
ten bridges. Authors of [24, 25] explore, in an analytic way, the eﬀects of jitter and
frequency drift on the performance of a cascade of transparent clocks. They obtain,
for the ﬁrst 66 levels of cascade, a synchronization error below 1μs in presence of
jitter, while the error was over 2μs in presence of frequency drift. In [26], it is
reported that for two clocks separated by 50 equal transparent clocks (characterized
by an accuracy of 40ns the expected degradation would be between (
√
50 · 40)ns
and (50 · 40)ns, depending on the error distribution. This means that, from a syn-
chrophasor measurement point of view, the error for a sinusoidal signal at 50Hz
would be between 88μrad and 0.62mrad.
Finally, the time-stamp ﬂuctuations can concretely aﬀect the performance of the
protocol [27]. The correctness of the time information used for the synchronization
depend on the implementation of time-stamp mechanism in a PTP device. The most
general implementation of PTP protocol generates the timestamps at the application
level of the protocol stack by using software-only routines. However, Protocol stack
delay ﬂuctuation causes errors in the range from hundreds microseconds up to mil-
liseconds. To reduce these ﬂuctuations, the best thing to do is to try to generate the
time-stamp for an incoming or outgoing packet as close as possible to the physical
layer of the protocol stack. In the Annex A of [15], for example, it has been reported
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that a time-stamp at the interrupt level is aﬀected by delay ﬂuctuations in the order
of tens of microsecond. Such a time-stamp mechanism is still based on software only
routines. However, by implementing an hardware-aided time-stamping technique, it
is possible to generate the time-stamp at the physical level, thus reducing ﬂuctua-
tions to the order of nanoseconds.
In the following, tests on PTP systems based on both the software-only and the
hardware-assisted time-stamp mechanisms, used for the synchronization of phasor
measurement systems, will be presented.
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Chapter 4
Test system architectures
In order to test the possibility to synchronize a PMU-based measurement system by
means of IEEE 1588 protocol, two diﬀerent experimental setups have been realized,
both described in this Chapter. Both the systems are based on a PTP synchro-
nization solution, but the ﬁrst one is characterized by an hardware-assisted time-
stamp mechanism of the PTP messages, whereas the second one uses a software-only
time-stamp mechanism. To realise both the architectures, general-purpose hardware
technologies have been adopted: their use permits the diﬀerent parts of the system
to be easily reconﬁgured, depending on the speciﬁc applications.
4.1 Test system based on hardware-aided PTP syn-
chronization
Fig. 4.1 illustrates a schematic representation of the considered measurement sys-
tem, whose synchronization is based on PTP with hardware-assisted time-stamp
mechanism. The management of the experimental setup is achieved by the use of
virtual instrumentation. In particular, data acquisition, phasor estimation and syn-
chronization functions have been implemented on the computer by means of Virtual
Instruments (VIs) implemented in the LabVIEW environment.
4.1.1 Master
The master unit is implemented in a National Instrument (NI) PXI 1042Q hardware
platform. The two main hardware components of this PMU are a NI PXI-6682
Timing and Synchronization module (that can also be used as IEEE 1588 master)
and a NI PXI-6133 data acquisition module.
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Figure 4.1: Hardware-assisted GPS-PTP System
Hardware platform
The NI PXI is a modular system designed speciﬁcally to integrate, within its chassis,
up to eight components with diﬀerent functionalities (Fig. 4.2). Generally, it consists
of a dedicated processor, a built-in reference clock, a PXI trigger bus, a start trigger,
and a local bus. Its structure makes it suitable to operate in industrial environment.
In particular, the used model NI PXI 1042Q (see [1]) is equipped with:
• an embedded processor dual-core 2.16GHz with 512 MB of RAM;
• a built-in 10MHz reference clock with an accuracy of 25 parts per million
(ppm), less than 5 ps jitter, and a slot-to-slot skew of 250 ps;
Timing and synchronization module
The NI PXI-6682 board achieves synchronization by using GPS, with a maximum
tolerance of ±100 ns to UTC. It is also equipped with a standard RJ-45 connec-
tion for Ethernet communication (up to 100 Mbps), with Programmable Function
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Figure 4.2: National Instrument PXI chassis
Interface (PFI) terminals, and with a 10MHz Temperature Compensated Crystal
Oscillators (TCXO) which is characterized by a initial accuracy of ±1 ppm (part per
million), a temperature stability (0◦ to 55◦ C) of ±1 ppm and an aging per year of
±1 ppm [2]. The Synchronization module is connected via a 30m coaxial cable to a
GPS antenna characterized by a gain at 1575.42 MHz of 35 dB ±3 dB and by a PPS
accuracy within 15 ns to GPS/UTC. This module can work as a PTP master and
synchronizes other devices by means of an Ethernet connection through the RJ-45
port. It can also work as a simple GPS receiver by disseminating the IRIG-B signal
or the PPS signal through the PFI connectors.
Figure 4.3: National Instrument PXI-6682 synchronization module
Data Acquisition module
The NI PXI-6133 Data Acquisition (DAQ) board (Fig. 4.4) has a maximum sam-
pling rate of 2.5MSample/s on each of its 8 analog input channels (simultaneous
sampling), and it is equipped with a 14 bits analog-to-digital converter [3].
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Figure 4.4: National Instrument PXI-6133 data acquisition module
4.1.2 Slaves
The slave units are PC-based systems with a 2.20 GHz dual-core processor with
2GB RAM memory, each with a multifunction data acquisition board and a 1588
plug-in board.
Synchronization board
Two possible solutions have been chosen to synchronize each slave: GPS receiver or
PTP board.
• The used GPS receiver is Symmetricom XL-750 characterised by a time accu-
racy of ±100 ns with respect to the UTC [4].
• The NI PCI-1588 is used as PTP board. This is equipped with a standard
RJ-45 connection for Ethernet communication (up to 100Mbps), with PFI
terminals and with a 10MHz TCXO characterized by an initial accuracy of
±1.5 ppm, a temperature stability (0◦ to 55◦ C) of ±2 ppm and an aging per
year of ±1 ppm [5].
Data Acquisition board
The DAQ is a NI PCI-6132 data (4 analog inputs, resolution of 14 bits and maximum
sample rate of 2.5MSample/s, simultaneous sampling) [6].
4.1.3 Labview virtual instrument
The methodologies for the measurement of synchronized phasors implemented on
hardware platforms (PXI and PCs) have been managed with the help of LabVIEW
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software package. In particular, a virtual PMU has been developed. Fig. 4.5
illustrates the front panel of the realised VI. In the front panel, it is possible to
conﬁgure several parameters of the PMU, like duration of the acquisition, sampling
frequency, input channels, dimension of the buﬀer, reporting rate, and duration of
the observation window. Moreover, it is also possible to monitor some results, like
trend of the observed signal, instantaneous estimated module and phase values, and
estimated frequency.
Figure 4.5: Front Panel of the virtual PMU
The virtual device essentially works like a real PMU, enabling the synchrophasors
calculation. The VI can be considered as composed by six sub-parts, each of which
has several functions that are performed in sequence:
• acquisition of the voltage signal and the 10 PPS signal;
• reallocation of samples;
• frequency estimation;
• decimation of samples;
• computation of synchrophasors;
• compensation of synchrophasors.
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Fig. 4.6 illustrates the blocks diagram of the virtual PMU. Each part of the
schema will be brieﬂy described in the following.
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Figure 4.6: Schematic of the realized virtual PMU
Data acquisition
This part of the VI manages the acquisition board by means of NI drivers and takes
as input on channel zero (Ch0) the 10 PPS signal from the NI PXI 6682 module in the
case of the master unit, and either from PCI-1588 board or from Symmetricom XL-
750 in the case of the slave units. Moreover, it takes as input on channel one (Ch1)
the electrical signal. Each channel acquires with a sampling rate of 500 ksample/s.
Samples re-allocation
The use of general-purpose technology makes it necessary to implement some tricks
to obtain performance comparable to that of the commercial PMUs with dedicated
hardware. In fact, these lasts are equipped with PLL circuits that allow the sampling
clock to be locked to the synchronization source. On the other hand, in general-
purpose data acquisition systems the accuracy of the internal clock, whose value
is generally rated on the order of 10−4, can aﬀect signiﬁcantly the overall timing
positioning of acquired samples. Their sampling clock may be decoupled from the
synchronization source and it is necessary to use compensation routines. The im-
plemented PMU uses a sample re-allocation function that consists in using a high
sampling rate (500 ksample/s for all the tests) to acquire input signals and to ac-
curately individuate the raising edges of the 10 PPS signal, and in calculating the
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actual number of samplesNs between two rising edges of the 10 PPS signal. Knowing
the exact value of Ns makes it possible to estimate the actual frequency of sampling
fs = 1/Ts and calculate synchrophasors based on this value rather than using the
nominal value f0.
Frequency estimation
The frequency, in addition to being an important additional parameter to be ob-
served to asses the stability of a power system, is essential for the correct behaviour
of a DFT-based algorithm used to estimate phasors under oﬀ-nominal condition. It
can be used either to adapt the observation windows to contain an integer number
of cycles of the acquired signal or to provide some sort of post-compensation for the
phasors evaluated using a ﬁxed observation window. The frequency calculation is
implemented by assessing the number of samples between two positive or negative
zero-crossings of the signal. To avoid problems of false zero-crossing related to the
possible presence of acquisition noise, the signal has been previously ﬁltered with a
Butterworth low-pass ﬁlter of the fourth order.
Decimation of samples
While sampling at very high speeds permits to use routines to compensate for the
lack of a sampling clock coupled to the synchronization source, on the other side the
implementation of a synchrophasor estimation algorithm on a window containing
a large number of samples creates several problems related to the computational
load, computational time, and memory saturation. As an example, it is worth
remembering that the number of complex operations necessary to perform a simple
DFT computation of a vector of N samples is equal to N2. This means that for a
sampling rate of 500 ksample/s and an observation period of 0.1 s, 2.5 · 109 complex
operations are needed to execute the DFT, which can be considered a critical problem
when general-purpose hardware is used. To avoid these problems, a down-sampling
procedure is applied to the array of samples before the synchrophasor estimation.
The procedure consists of choosing a sample every R and averaging it with both the
previous one and the next one in order to reduce the eﬀects of sampling noise. As a
consequence, the number of complex operation after the down-sampling procedure
is reduced to the value (N
R
)2. In the used PMUs, a value of R = 5 has been chosen.
Estimation of synchrophasors
Since one of the goals of this thesis work is to evaluate the impact of the proposed
synchronization solution on the synchrophasor measurement, the traditional DFT-
based algorithm presented, among others, in last chapter of the thesis has been used
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for the computations of the phasors. Although the other presented algorithms, in
fact, assure better performances in presence of no-ideal conditions (see [7, 8]), they
are likely to mask or mitigate any eﬀect due to the synchronization system, thus
hiding any problems or advantages of the proposed solution.
An observation window of ﬁxed duration of ﬁve cycles (0.1 s) of the signal at
the nominal frequency of 50Hz has been chosen. Before the execution of the DFT
algorithm, a Hanning smoothing window is applied to the array of decimated samples
to reduce the eﬀects due to oﬀ-nominal conditions. In an ideal case, in fact, the
power system should work in a sinusoidal steady state, characterized by a nominal
frequency of either 50Hz or 60Hz. In the reality, however, voltage and current
signals diﬀer from these ideal conditions, in terms of both variable fundamental
frequency and distorted waveform [9]. Just when these critical events occur, the
used algorithm shows some problems. In fact, during oﬀ-nominal condition, the
ﬁxed observation window contains a number of samples which is not representative
of an integer number of periods of the observed signal. As a consequence, DFT
provides incorrect results due to spectral leakage whose eﬀects are reduced both by
applying an Hanning weighting window to the array of decimated samples and by
means of post-processing compensation routines.
Compensation of synchrophasors
The accuracy of the phase and amplitude evaluations can be signiﬁcantly improved
by means of suitable compensation algorithms, such as those proposed in [10] and
reported in the following. The implemented phasor compensation algorithm uses the
value of the actual frequency of the observed signal to compute corrective factors
(both for the fundamental and the others harmonics), which are used to compensate
the errors due to oﬀ-nominal conditions.
Considering a periodic signal composed by H harmonics, the phase ϕh of the
harmonic h can be evaluated as a function of the phases of both the ih-th bin
obtained by the DFT (φih) and the adjacent bins (φih−1 or φih+1) depending on the
sign of the term fh − ihfw as follows:
• if fh − ihfw > 0 and φih > φih+1
ϕh =
(2− δh)φih + (1 + δh)φih+1 + (1− 2δh)a
3
(4.1)
• if fh − ihfw > 0 and φih < φih+1
ϕh =
(2 + δh)φih + (1− δh)φih−1 − (1 + 2δh)a
3
(4.2)
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• if fh − ihfw < 0 and φih > φih−1
ϕh =
(2− δh)φih + (1 + δh)φih+1 + (1− 2δh)a
3
(4.3)
• if fh − ihfw < 0 and φih < φih−1
ϕh =
(2 + δh)φih + (1− δh)φih−1 − (1 + 2δh)a
3
(4.4)
where fh is the frequency of each harmonic and can be expressed as fh = ihfw+δhfw
with fw =
1
Tw
, Tw is the observation time, ih is an integer value representing the
DFT bin closest to the actual harmonic component of order h and δh can assume
a value in the range [−0.5, 0.5] and is a displacement term caused by non-coherent
sampling, a = π(N − 1)/N and N is the number of samples.
Moreover, the amplitude Aˆh of the harmonic h can be expressed as a function of
the amplitudes of both the ih-th bin obtained by the DFT (Aih) and the adjacent
bins (Aih−1 or Aih+1) as follows:
Aˆh =
πδh(1− δ2h)(4− δ2h)|Aih−1|+ 2|Aih|+ |Aih−1|
3 sin(πδh)
(4.5)
4.2 Test system based on software-only PTP syn-
chronization
Fig. 4.7 shows a schematic representation of the second considered system whose
synchronization is based on a software-only version of the PTP. This system has
been entirely realised in the laboratories of the Eon Energy Research group of the
RWTH Aachen University, Germany. It is composed by PMUs implemented in
general-purpose hardware, synchronized by means of a software implementation of
the PTP and it acquires electrical signals of simulated power systems.
4.2.1 Real Time Digital Simulator
For the simulation of complex power systems, a Real Time Digital Simulator, also
known as RTDS, has been used [11]. The RTDS is a platform which utilizes a
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Figure 4.7: Software-only based measurement system example
combination of custom software and hardware to perform real-time simulations of
power systems, with a time resolution up to 50μs. The possibility to perform the
exchange of analog signal with external devices by means of the Gigabit Transceiver
Analog Output card (GTAO) enables the acquisition (in real-time) of voltage and
current signals in every part of the simulated power system. The GTAO card features
twelve 16-bit analogue output channels and can provide output signals in the range
of ±10V. Moreover, the RTDS custom user interface software gives the possibility
to plot and save simulated signals directly on the PC, and to import the saved data
into Matlab for the computation of synchrophasors and post-processing functions.
4.2.2 Implemented Phasor Measurement Units
The PMUs used in this work have been entirely developed using C language. A
general-purpose PC with a Real-Time Application Interface (RTAI) for Linux was
chosen as processing unit [12]. The PCs used in the experiment are equipped with
an Intel Core2 Quad CPU (Q8400, 2.66 GHz) and 4 Gb of RAM. The measure-
ment signals generated by RTDS are acquired using a general purpose NI PCI-6220
DAQ, with 16 analog inputs, a resolution of 16 bits and maximum sampling rate of
250 kSample/s. The DAQ is managed by means of the open-source drivers named
Comedi [13].
4.2.3 Precision Time Protocol daemon
A widespread open source software implementation for Linux environment of the
PTP, named Precision Time Protocol Daemon (PTPd), has been used to synchro-
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nize the PMUs [14, 15]. The main idea behind this choice is that a PTP synchro-
nization in the order of few microseconds in a substation is not achievable without
a dedicated hardware but, at the same time, if the communication infrastructure
of the substation is hardware-assisted and the measurement devices operate only as
end-points, the PMUs can be synchronized by using a software implementation of
the IEEE 1588 standard.
The PTPd has been developed for test and measurement systems. It presents
pros and cons in comparison to the hardware-assisted solution. In fact, on one hand,
PTPd is suited to run in embedded computer platforms with minimal computing
resources (its CPU utilization is below 1% on a 66 MHz m68k processor) and in typ-
ical multi-task computing environments. On the other hand, it uses a software clock
and it provides time-stamps in the software layers of the network stack rather than
in the physical layer, and this introduces a large jitter and may cause a degradation
of the performance of the synchronization system.
In Fig. 4.8, a schematic representation of the software time-stamp mechanism
used by the PTPd has been reported [16]. It is worth noting that time-stamp process
implies a set of operations at kernel level. In fact, when an event occurs, such as
receiving or transmitting a packet, the socket passes the time-stamp generated at
the kernel level to the net layer through an ioctl() command. The operative system
uses the function getstimeofday() to read the time value from software clock of the
kernel SysClock which is updated using as time source the High Precision Event
Timer (HPET) or the Power Management Timer (ACPI) at hardware level. The
clock tick-rate is adjusted by means of the ClockServo with the frequency adjustment
command, adjtimex ().
Clock servo
In Fig. 4.9, a schematic representation of the Clock Servo mechanism used by the
PTPd has been reported. The PTPd engine periodically samples the master-to-slave
delay and slave-to-master delay values. These two values are thus used to estimate
the one-way delay value. The Clock Servo ﬁlters the one-way delay value with a
ﬁrst-order Inﬁnite Impulse Response low-pass (LP IIR) ﬁlter with variable cutoﬀ
and phase, to mitigate the detrimental eﬀect of input jitter on clock coordination.
The behaviour of the ﬁlter can be described by the following equation:
s · y[n]− (s− 1) · y[n− 1] = x[n]/2 + x[n− 1]/2 (4.6)
where s is a parameter called stiﬀness which controls the cutoﬀ and phase of the
ﬁlter. By increasing the value of the parameter s, it increases the time needed to
achieve a stable synchronization, but it also decreases the cutoﬀ properties of the
ﬁlter and then the accuracy of the synchronization.
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Figure 4.8: Schematic representation of the PTPd time-stamp mechanism
Master-to-salve delay and one-way delay are then used to estimate the oﬀset
from the master, which is ﬁltered by a Finite Impulse Response low-pass (LP FIR)
ﬁlter with a high cutoﬀ and minimal delay:
y[n] = x[n]/2 + x[n− 1]/2 (4.7)
The Clock Servo then sends the oﬀset from master value to the Proportional-
Integral (PI) controller to correct both the time and the rate of the local clock, and
to coordinate it with master clock.
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LP FIR
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Master
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Figure 4.9: Schematic representation of the servo clock
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4.2.4 Realised PMU routines
The entire routines for the synchrophasors estimation has been realised using C lan-
guage. It is possible to highlight some diﬀerences compared to the routines presented
in Section 4.1. Fig. 4.10 shows the blocks diagram of an implemented PMU.
Aquisition
Module
NI PCI 6220
Synchronization
Module
PTPd
RTDS
Simulated Signals
Samples
Re-allocation
Adaptive
Window
DFT
LPF
Zero
CrossingFrequency
Synchrophasors
Sample
Time-stamp
Figure 4.10: Blocks diagram of the implemented PMU
Data acquisition
The observed signals are acquired with a sampling rate of 10 ksample/s. The used
DAQ is capable of much higher sampling rate but, since each sample must be times-
tamped in order to implement the re-allocation process and the frequency estimation
algorithm, a low sampling frequency has been chosen to avoid additional jitter on
both the synchronization and the time-stamp mechanism due to an excessive load
of the CPU.
Samples re-allocation
Once again, the use of general-purpose hardware managed with open-source drivers
implies that some ad-hoc procedures must be implemented to improve the overall
system accuracy. To deal with this problem, a routine similar to the one presented
in Section 4.1 has been implemented and applied to the input signal to re-allocate
the samples in their correct time position. In other words, by evaluating the number
of samples acquired in a ﬁxed period of time (using their time-stamps), it is possible
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to estimate the actual sampling frequency and give a correct position on the time
axis to each sample.
Synchrophasor estimation
Since the PMU module runs in parallel with the PTPd one, in order to maximize the
performance of both the modules and to avoid overloading the CPU, a DFT estima-
tion algorithm based on a adaptive observation windows of one cycle at the current
frequency of the system has been chosen. This technique uses the real frequency of
the system, estimated using the zero-crossing algorithm already presented in Section
4.1, and adapt the length of the observation windows to contain an integer cycle of
the signal. This choice has allowed not only to mitigate the computational load due
to the complex operations of the DFT, but also to avoid to weigh the samples and
to calculate the compensation factors needed to mitigate the eﬀects of leakage in
case of ﬁxed-length window.
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Chapter 5
Test Results
5.1 Tests on the hardware-assisted synchronized sys-
tem
In order to experimentally evaluate the metrological performance of the proposed
synchronization system, several kinds of experimental tests have been performed
considering diﬀerent master-slave network conﬁgurations and diﬀerent synchroniza-
tion conditions. All the results have been compared whit those obtained with the
same measurement system in which each PMU is directly synchronized by means
of a GPS receiver. Fig. 5.1 illustrates the GPS based measurement system used as
comparison for the proposed GPS-PTP based measurement system (see Fig. 4.1 in
Section 4.1). In the following, a selection of all the performed tests is presented [1, 2].
5.1.1 Tests under normal operative conditions
The duration of each test is thirty minutes, with ten evaluations per second, thus
leading to the calculation of eighteen thousand amplitude and phase values.
Test A
Two measurement units connected to two diﬀerent GPS receivers are considered.
They measure the same voltage, acquired through a LEM CV 3-1000 transducer
(maximum peak voltage UP = 1 kV; bandwidth 500 kHz at −1 dB; accuracy 0.2%
of UP ) from the low voltage system that supplies the Measurement laboratory at
the Department of Electrical and Electronic Engineering, University of Cagliari. A
unit (PMU 0 in Fig. 5.1) is constituted by the PXI-based module. The second one
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Figure 5.1: GPS-based measurement system
(PMU 1) is not actually a 1588 slave unit in this conﬁguration , but is an independent
measurement unit connected to a Symmetricom XL-750 GPS receiver (see Fig. 5.2).
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Figure 5.2: Setup of the Test A
The diﬀerences between the quantities measured by the two units have been eval-
uated and statistically analysed. Since a reference PMU was not available, the TVE
has been calculated as vector diﬀerence between the outputs of the two PMUs in all
the tests. Fig. 5.3 shows the TVE trend of the Test A. It is possible to notice that
the TVE always remains under the 1% limit imposed by [3]. Figs 5.4-a and 5.4-b
show the amplitude diﬀerence and phase diﬀerence trends. Figs 5.5-a and 5.5-b show
respectively the distributions of the diﬀerence of amplitude and phase measured by
the two units. As expected, the performances of the GPS-based synchronization
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system completely satisfy the requirement of the synchrophasor measurement stan-
dard. The mean value and standard deviation of the amplitude diﬀerence among
the two PMUs are, respectively, 1.1E−2% and 9E−4%,whereas the mean value and
standard deviation of the phase diﬀerence are 0.24mrad and 0.26mrad, respectively.
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Figure 5.3: TVE trend for test A
Test B
The master unit and the slave unit are considered in a GPS-PTP system to test
the performance of such architecture with respect to the GPS one. The units are
connected via crossover cable with the only presence of PTP traﬃc over the link
and they measure the same voltage, i.e. the output voltage of a single transducer as
in the conﬁguration ot the previous test. (see Fig.5.6).
Fig. 5.7 shows the TVE trend for Test B. Also in this case the TVE is well
below 1%. Figs. 5.8-a and 5.8-b show the amplitude diﬀerence and phase diﬀerence
trends.
Fig. 5.9 shows the distributions of amplitude diﬀerence (a) and the phase diﬀer-
ence (b) for the Test B. It is possible to observe that the performances obtained with
the GPS system (Figs. 5.5) and the ones obtained with the GPS-PTP system (5.9)
are very similar: in this second case, the mean value and the standard deviation for
the amplitude diﬀerence are 1.1E−2% and 1.1E−3%, respectively. As for the phase
diﬀerence, instead, the mean value and the standard deviation value are 0.21mrad
and 0.26mrad.
Table 5.1 summarizes the main statistical data of Test A and Test B, emphasizing
the excellent performance obtained whit the GPS-PTP solution.
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Figure 5.4: Trends of amplitude diﬀerence (a) and phase diﬀerence (b) in Test A
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Figure 5.6: Setup of the Test B
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Figure 5.7: TVE trend for test B
Table 5.1: Synchrophasor amplitude and phase diﬀerence for Test A and Test B
Test
Amplitude Diﬀerence Phase Diﬀerence
Mean Standard Mean Standard
Value Deviation Value Deviation
(%) (%) (mrad) (mrad)
A 1.1E−2 9E−4 0.24 0.26
B 1.1E−2 1.1E−3 0.21 0.26
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Figure 5.9: Distributions of amplitude diﬀerence (a) and phase diﬀerence (b) in Test B
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Test C
In power systems, the voltages to be measured are preliminarily reduced to val-
ues compatible to the PMUs inputs by suitable transducers, such as magnetic core
Voltage Transformers (VTs)
The PMUs of diﬀerent substations may be connected to diﬀerent transducers.
Thus, it can be useful to analyse the contribution to the TVE of the amplitude and
phase deviations introduced by the transducers, with respect to the contribution
of the synchronization system. By considering this, further tests were performed
to evaluate the performances of the measurement system in the presence of such
devices.
In Test C, same conditions of Test B have been reproduced with the diﬀerence
that the two PMUs measure the same voltage through two LEM CV-3100 trans-
ducers. As a consequence in this case, the value of the TVE increases because of
an additional term due to the amplitude and phase deviations between the two
transducers.
Fig. 5.10 shows the TVE trend for Test C whereas Figs. 5.11-a and 5.11-b show
the amplitude diﬀerence and phase diﬀerence trends. Finally, Fig. 5.12 shows the
amplitude diﬀerence distribution (a) and the phase diﬀerence distribution (b).
Test D
To deepen the study of the transducers contributions in the synchronization prob-
lem, it has been consider the situation in which diﬀerent types of transducers are
used. The same conditions of Test C are considered, but now a PMU acquires the
signal through a LEM CV 3-1000 transducer whereas the other PMU acquires the
signal through a magnetic core voltage transformer (VT). A IME TVVB model,
with a nominal ratio of 400V/100V and class 0.5 (voltage error ±0.5% and phase
displacement ±0.6 crad) has been utilized.
Fig. 5.13 shows the TVE trend for Test D whereas Figs. 5.14-a and 5.14-b show
the amplitude diﬀerence and phase diﬀerence trends. Finally, Fig. 5.15 shows the
amplitude diﬀerence distribution (a) and the phase diﬀerence distribution (b).
For the sake of clearness, results of Tests C and D are reported in Table 5.2. Even
with the contribution of the uncertainty due to the use of diﬀerent transducers, the
values of the TVE are always under the 1% limit. However, by comparing the results
with those obtained in Test B, it is possible to notice a marked deterioration in the
performances of the measurement system. In particular, in the case of Test C, the
use of two LEM CV-31000 transducers results in a deterioration of the TVE, which
passes from values always below the 0.1% (in Test B) to values around 0.3%. In the
case of Test D, the TVE reaches values around 0.7%. From the simple observation
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Figure 5.10: TVE trend for Test C
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Figure 5.11: Trends of amplitude diﬀerence (a) and phase diﬀerence (b) in Test C
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Figure 5.12: Distributions of amplitude diﬀerence (a) and phase diﬀerence (b) in Test C
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Figure 5.13: TVE trend for test D
of the TVE trends (Fig. 5.10 and Fig. 5.13) it is possible to see that the use
of two transducers of diﬀerent type (Test D) implies a bigger deterioration of the
measurement performances. The TVE of Test D easily reaches values bigger than
half of the 1% limit even in condition of perfect synchronization. Contrariwise, it is
not possible to understand to what extent the module and phase components, due
to the transducer use, contribute to the deterioration of the performances. However,
from the observation of Figs. 5.11 and 5.12 it can be inferred that in case of Test C,
the deterioration of the performances is mainly due to the amplitude contribution,
whereas in the case of Test D, from the observation of Figs. 5.14 and 5.15 it is possible
to understand that the deterioration is mainly due to the phase contribution of the
uncertainty introduced by the transducers.
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Figure 5.14: Trend of amplitude diﬀerences (a) and phase diﬀerences (b) in Test D
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Figure 5.15: Distribution of amplitude diﬀerences (a) and phase diﬀerences (b) in Test D
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Table 5.2: Synchrophasor amplitude and phase diﬀerence for Test C and Test D
Test
Amplitude Diﬀerence Phase Diﬀerence
Mean Standard Mean Standard
Value Deviation Value Deviation
(%) (%) (mrad) (mrad)
C 0.29 1.6E−3 0.3 0.26
D 0.15 5E−2 5.33 0.68
5.1.2 Test under anomalous operative conditions
One of the goals of this work is to investigate the robustness of the proposed syn-
chronization system in the presence of anomalous operative conditions (e.g. caused
by faults). The measurement system must be capable of receiving time from a highly
reliable source, which can provide suﬃcient time accuracy to keep the TVE within
the required limits. Indication of loss of synchronization must be provided. A loss
of time synchronization shall be asserted when loss of synchronization could cause
the TVE to exceed the limit or within one minute of actual loss of synchronization,
whichever is less [4]. Thus, the system behaviour has been tested in diﬀerent possible
loss of synchronization conditions. The duration of each test is forty minutes, with
ten evaluations per second, thus leading to the calculation of twenty-four thousand
amplitude and phase values. In the considered cases, the fault event begins about
ﬁve minutes after the start of the acquisition and holds until the end of the test.
Test E
To test the eﬀects of the loss of the GPS signal, the same system conﬁguration of
Test A has been considered. The loss of one of the two GPS signals was simulated
by either artiﬁcially obscuring the GPS antenna of the PXI-based instrument or
disconnecting the coaxial cable from the synchronization module. In both situations
similar system performance was observed. As an example, Fig. 5.16 shows the
trends of the amplitude diﬀerence (a) and of the phase diﬀerence (b) in the case of
coaxial cable disconnection, whereas Fig. 5.17 shows the trend of the TVE (%) for
the same test.
The test results permit to underline the robustness of the system from the point
of view of faults tolerance. In this test the system is able to meet the speciﬁcation
on TVE without GPS signal for more than twenty-eight minutes. However, the
current synchronization systems based on GPS technology do not provide a back-up
solutions in presence of a fault like the one tested. This means that, in case of loss of
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Figure 5.16: Trends of amplitude diﬀerence (a) and phase diﬀerence (b) in Test E
synchronization due, for example, to the loss of the GPS antenna, the data produced
by the instrument will be not usable until the synchronization functions are restored
by the intervention of the system operator.
Test F
To investigate the eﬀects of the loss of PTP synchronization, several tests were
performed by artiﬁcially causing a loss of the Ethernet communication between
the slave unit and the master unit in the proposed system. The loss of the PTP
synchronization was simulated by disconnecting the crossover cable on the slave side
whereas in the master unit the NI PXI-6682 Timing and Synchronization module
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Figure 5.17: TVE trend for Test E
is able to receive the GPS signal for the entire duration of the performed test. Fig.
5.18-a and Fig. 5.18-b show the trends of the amplitude and of the phase diﬀerences
measured by the two units, respectively. Fig. 5.19 presents the TVE trend for
Test F. It can be noticed that the GPS-PTP system presents similar performances
to those obtained in Test E: it is, in fact, able to meet the speciﬁcation on TVE
for more than thirty minutes after a fault event. Moreover, contrarily to the GPS
system, the PTP system provide back-up solutions in case of the loss of the reference
clock. Using the best master clock algorithm, in fact, the system is able to select the
most accurate clock as reference among the ones still synchronized in the network.
During the period following the loss of synchronization signal, the phase diﬀer-
ence values for both Test E (Fig. 5.16-b) and Test F (Fig. 5.18-b) are very high.
In Test E, for example, during the ﬁve minutes preceding the moment when the
TVE reaches the 1% limit, the phase diﬀerence keeps a value greater than 6.5mrad,
which can be considered equivalent to a synchronization error of 20.6μs at 50Hz,
if the phase deviation is entirely caused by the synchronization error. Such a long
period of lack of synchronization could be unacceptable in some applications based
on synchrophasors measurement even if the TVE limit is respected. Contrary, the
1 minute limit of actual loss of synchronization (coinciding with the 360-th second,
on the time axis) is reached in correspondence of a TVE value largely lower then
the 1% limit and of a phase diﬀerence value lower than 1mrad (equivalent to 3.1μs
at 50Hz). The same situation can be found in the Test D. This helps to emphasize
the inadequacy of TVE to express the accuracy of measures in certain situations, as
already pointed in the Section 2.2.
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Figure 5.18: Trends of amplitude diﬀerence (a) and phase diﬀerence (b) in Test F
Test G
For the Test G, same conditions of Test F have been reproduced, but this time the
PMUs acquire the signal through two LEM CV-31000 transducers. Figs. 5.20-a,
5.20-b and 5.21 show the amplitude diﬀerence, phase diﬀerence and TVE trends,
respectively, for Test G.
Once again, as it has been observed for Test C, the TVE increases because of
an additional term due to the amplitude and phase deviations between the two
transducers. In fact the 1% TVE limit value is reached after about twenty-ﬁve
minutes of the loss of the synchronization signal, about ﬁve minutes less than the
value obtained in Test F.
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Figure 5.19: TVE trend for Test F
Test H
For the Test H, same conditions of Test G have been reproduced, but this time
the one PMUs acquire the signal through a LEM CV-31000 transducer whereas the
other one through a magnetic core voltage transformer. Figs. 5.22-a, 5.22-b and
5.23 show the amplitude diﬀerence, phase diﬀerence and TVE trends, respectively,
for Test H.
Already in stationary conditions the phase diﬀerence measured between the two
transducers were around 6mrad−7mrad. Hence, the TVE starts from a value
around 0.6%−0.7% and only about eleven minutes after the loss of synchronizations
are required to reach to limit of 1% (ﬁfteen minutes earlier than Test G and twenty
minutes earlier then Test F). This means that the main causes of uncertainty in
the evaluation of synchronized phasors may arise from the input transducers rather
than the synchronized acquisition system [5, 6]. In order to deal with this problem,
most commercially available PMUs allow the user to deﬁne correction factors for
both amplitude and phase of the VTs. This requires a preliminary characterization
of the used devices. In any case, owing the possible changes of the parameters that
deﬁne the model of the device for varying operative and environmental conditions, a
non-negligible uncertainty is expected to aﬀect the measurement results, even after
the compensation has been implemented.
It should be taken into account that the situations presented in all this tests, where
two stations are directly linked through a crossover cable, represents the best case
for the PTP synchronization performance. In practical cases, the presence of diﬀer-
ent network components must be considered. These components (switches, routers,
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Figure 5.20: Trends of amplitude diﬀerences (a) and phase diﬀerences (b) in Test G
TV
E 
[%
]
1,5
0,2
0,3
0,4
0,5
0,6
0,7
0,8
0,9
1
1,1
1,2
1,3
1,4
Time [s]
24000 200 400 600 800 1000 1200 1400 1600 1800 2000 2200
Figure 5.21: TVE trend for Test G
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Figure 5.22: Trends of amplitude diﬀerence (a) and phase diﬀerence (b) in Test H
BCs or TCs) can introduce ﬂuctuations in transmission latency that can degrade
synchronization accuracy. However, as it has been shown in Section 3.2.2, the un-
certainty introduced by PTP-compliant components can be neglected in comparison
to the contribution of the transducers.
5.2 Tests on the software-only synchronized system
In order to experimentally evaluate the synchronization performances of the PTPd
and the impact of its accuracy on applications implemented for wide area system
monitoring, several tests with diﬀerent network architectures, characterized by an
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Figure 5.23: TVE trend for Test H
increasing complexity, have been executed [7, 8].
Test I
To analyse the performance of the software-only synchronization system, a prelimi-
nary experiment has been conducted. In the test, the PTPd and the PMU software
run on two PCs connected via 100Mbps crossover connection (see Fig. 5.24).
Crossover Cable
IEEE-1588
Software-only
Data
Acquisition
Board
PMU 1
Data
Acquisition
Board
PMU 2
IEEE-1588
Software-only
RTDS
Simulated Signal
Figure 5.24: Setup of the Test I
Only PTPd traﬃc is present over the link. The test lasts about 70 minutes,
with a sync message sending rate of one message per second and one-way delay ﬁlter
stiﬀness of 26 as suggested in [9]. Fig. 5.25-a shows the synchronization oﬀset trend
between the two clocks of the two PMUs. It is possible to notice that after ten
minutes, the two PMUs reach a stable condition of synchronization. By observing
Fig. 5.25-b, which shows the oﬀset trend of a portion of the same signal, it is possible
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to see that, after the ten minutes necessary to achieve a stable synchronization, the
oﬀset remains below 5μs until the end of the test.
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Figure 5.25: PTPd Synchronization oﬀset trend
The accuracy of synchronization seems to be compatible with the requirements
of [3]. In Fig 5.26, the frequency distribution of the synchronization error for the
period of time between 10 and 70 minutes is reported and in Table 5.3 mean value
and variance of the synchronization oﬀset with reference to the same observation
time frame are reported.
As already pointed for the hardware-assisted time-stamp based measurement
system, it should be considered that the scenario presented in this Section, with two
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Figure 5.26: Distribution of the PTPd synchronization oﬀset
Table 5.3: Mean value and standard deviation of the synchronization oﬀset for the period
between 10 and 70 minutes
Synchronization Oﬀset
Mean Value (μs) Standard deviation (μs)
−0.028 0.558
stations directly linked through a crossover cable, represents an ideal case for the
synchronization performance. At the same time, coherently with what has been ex-
plained in Section 4.2, the idea of this solution is that every PMU with software-only
synchronization is an end-point directly connected with a PTP hardware-assisted de-
vice (boundary clocks, transparent clocks). Since these devices have synchronization
accuracy below 100 ns, for this analysis the hardware-assisted infrastructure can be
considered as “perfectly synchronized”.
Test L
One important consideration arising from the implementation of a completely software-
only synchronized PMU is that the latency of the operative system, even if real-time,
contributes to the overall jitter in the time-stamping of the single sample, causing an
uncertainty on the time-stamp larger than the uncertainty due to the only synchro-
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nization oﬀset. As a consequence, several kinds of experimental tests were conducted
to analyse the performance of the sample time-stamp process. As an example in the
following test, two PMUs synchronized by means of PTPd with a crossover cable,
acquire the same voltage signal through the GTAO card of the RTDS platform
for a period of 70 minutes, as represented in Fig. 5.24. Each PMU executes the
time-stamp of every sample.
In Fig. 5.27, the distribution of the overall jitter that aﬀects the time-stamping
process of every sample is reported and, in Table 5.4, values of mean and standard
deviation are shown. It is important to notice that, diﬀerently from the synchro-
nization oﬀset, that is characterized by a mean value almost equal to zero, the mean
value of the complete time jitter is in the order of few microseconds. However, as
far as the requirement imposed by [3] are concerned, this oﬀset never reaches values
that by themselves would bring the TVE close to the 1% limit.
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Figure 5.27: Distribution of the jitter introduced by the overall time-stamp process
Table 5.4: Mean value and standard deviation of the jitter introduced by the overall time-
stamp process
Time-stamp jitter
Mean Value (μs) Standard deviation (μs)
3.33 3.35
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Test M
Several kinds of experimental tests were executed to study the performance of the
designed PMUs. As an example, in the following test, two PMUs in the same
conﬁguration of the previous test have been considered. The devices acquire the
same signal for a period of 1 s, with twenty-ﬁve evaluations per second.
In Figs 5.28 and 5.29, respectively, the phase diﬀerence and the TVE trends have
been reported. In Fig. 5.30 and Fig. 5.31 the distributions of the phase error and
the TVE are respectively reported.
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Figure 5.28: Phase diﬀerence trend for test M
0 0.1 0.2 0.3 0.4 0.5 0.6 0.7 0.8 0.9 1
0
0.05
0.1
0.15
0.2
0.25
0.3
0.35
0.4
0.45
Time [s]
TV
E 
[%
]
Figure 5.29: TVE trend for test M
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According to the synchronization performance presented in Fig. 5.25, if the
only synchronization error due to the PTPd oﬀset was present, the expected phase
diﬀerence value, in a 50Hz system, would be between ±1.5mrad. The larger values of
phase diﬀerence shown in Fig. 5.28 can be mainly attributed to the jitter introduced
by the time-stamping process of the general purpose acquisition system (board and
computer). Anyway, the acquisition system seems to work properly and its TVE is
well below the 1% limit.
For the sake of clarity, Figs. 5.30 and 5.31 show the distributions of the phase dif-
ference and the TVE obtained after a Monte-Carlo analysis with 10000 simulations.
Table 5.5 summarizes the main statistical data.
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Figure 5.30: Phase diﬀerence distribution for test M
Table 5.5: Mean value and standard deviation of the phase diﬀerence and TVE distribu-
tions, respectively, in Test M.
Phase Diﬀerence TVE
Mean Standard Mean Standard
Value Deviation Value Deviation
(mrad) (mrad) (%) (%)
1.3 1.1 0.12 0.084
5.2.1 Tests on the State Estimation
One of the objectives of this thesis is the study of the impact of the uncertainty of
the proposed synchronization solution on the applications used in WAMSs. Among
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Figure 5.31: TVE distribution for test M
the applications presented in Section 1.2, the SE has been chosen as a case of study.
The output data of the PMUs have been used to estimate the state of diﬀerent
simulated power networks. In the following, the results of the SE of a 8-bus and a
57-bus networks are presented.
8-bus network Test
The 8-bus power system is a portion of the 110 kV network of Aachen (NRW, Ger-
many) operated by STAWAG, the municipal utility of Aachen. The power system is
composed of eight buses and six substations (named after their location, as shown
in Fig. 5.32). The power system model has been implemented in RTDS and all the
measurements acquired by the PMUs are exported in real time on analog output
channels.
To perform a valuable SE of the considered power system by using only syn-
chrophasor data, the PMUs have to be properly located. The problem of PMUs
placement has been widely addressed in literature and diﬀerent methods have been
proposed to place the minimum number of PMUs to achieve complete or incomplete
observability both in case of normal operation and in case of contingency [10–12].
However, since the objective of these tests is to evaluate how synchronization of
diﬀerent PMUs based on software-only IEEE1588 impacts on the power system SE
accuracy, only conﬁgurations which permit to obtain the complete observability of
the network are considered. In this test, the complete observability is obtained by
placing two PMUs (a master and a slave) in the Seﬀent substation (see Fig. 5.32)
and a third one, perfectly synchronized to the master of Seﬀent substation, in the
Verlautenheide substation.
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Figure 5.32: Power system model
The SE is performed oﬀ-line on Matlab, using the method presented in Section
1.3. The three PMUs acquire all the signals (voltages and currents) of the bus in
which they are installed. The data of the three PMUs are then used to perform
the SE using WLS. To assess the results, a reference case has been created in which
all the PMUs were supposed to be perfectly synchronized: the digital time domain
values of the generated signals for bus 2, 6 and 7 are exported from RTDS and
are used to calculate the phasors. In this reference case all synchronization and
acquisition errors have been assumed equal to zero. The procedure of SE has been
performed under two diﬀerent conﬁgurations of the experimental setup: one with
the master unit in node 6 and the other with the master unit in node 7. To gain a
qualitative understanding of the behaviour of the SE process, Fig. 5.33 shows the
phases of the voltages over the eight nodes for a generic instant t when the master
PMU is assumed to be in node 6 (green stars) and 7 (red stars), respectively. The
blue circles represent the reference values.
To have a more quantitative evaluation of how the system uncertainty due to a
software-only implementation of the 1588 aﬀects a process of SE a stochastic analysis
has been performed. A reporting rate of 25 phasors per second has been chosen and
the SE process has been performed 25 times per second for 800 s. As an example in
Fig. 5.34-a and Fig. 5.34-b, the distributions of the phase error for the voltage of
node 4 when the master is the PMU in the bus 6 and in the bus 7 are respectively
reported. It is interesting to notice that these results present a behaviour similar to
the one of Fig. 5.30, but the values of error are reduced by the process of SE. This
is due to the fact that the SE process based on WLS weights the diﬀerent measures
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Figure 5.33: Voltage phases in the eight nodes when the master is in node 6 (green stars)
and in node 7 (red stars)
according to their accuracy (reported in the matrix W). In this way the eﬀect of
the synchronization error is mitigated.
57-bus network Test
In this test, a more complex power system has been simulated by means of the RTDS:
the IEEE 57-bus system [13]. A so extended network requires a considerable number
of PMUs to guarantee the complete observability of the system and the execution
of a SE algorithm entirely based on PMUs data. As a consequence, the PMUs used
for these series of tests are not the actual devices described in Section 4.2, but they
have been simulated in the Matlab environment according to the characteristic of the
realized PMU presented in tests I, L, M. The input data from RTDS and from the
synchronization system are imported in Matlab and used to calculate the phasors,
which are then used for the execution of the SE algorithm described in Section 1.3.
In particular, the arrays of samples obtained from the RTDS software interface are
imported in Matlab. Then, the sub-arrays used for the synchrophasors estimation
are chosen according to the value of the oﬀset from the master, previously estimated
in the simulation of the IEEE 1588 network. Fig. 5.35 shows a representation of the
setup used for this test.
Diﬀerent optimal locations of the PMUs, taken from the literature, have been
used. All the chosen conﬁgurations guarantee the complete observability of the
system without considering zero injection eﬀects. The ﬁrst conﬁguration, presented
in [14], guarantees the complete observability of the system using 17 PMUs. Their
optimal placement is selected by means of a numerical optimization method based on
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Figure 5.34: Distribution of the phase error when the master is in node 6 (a) and in node
7 (b)
integer programming. The objective of the optimization is to minimize the number
of PMUs for a fully observable system. The PMUs placement is shown in Fig 5.36
using red circles.
The second conﬁguration (blue squares in Figure 5.36), presented in paper [15],
is also the result of an optimization problem. But in this case the optimal place-
ment of the 17 PMUs is obtained by means of a quadratic programming approach,
whose purpose is both to minimize the total number of PMUs required for complete
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Figure 5.35: System experimental setup used for the tests on the IEEE 57-bus network
observability and to maximize the measurement redundancy.
In [16], a probabilistic multi-stage PMU placement technique, which takes into
account the stochastic nature of components and their outage probabilities, has been
used. It was proven that it is possible to guarantee the complete observability of the
tested system by means of 24 PMUs. The placement for the third conﬁguration is
shown in Figure 5.36 using green diamonds to indicate the PMUs. For the sake of
clarity, Table 5.6 shows the placement of PMUs for the three diﬀerent conﬁgurations.
Table 5.6: Optimal Locations of PMUs.
Conﬁguration Number of PMUs Locations of PMUs
1 17
1, 4, 7, 9, 15, 20, 24, 25, 27,
32, 36, 38, 39, 41, 46, 50, 53
2 17
1, 4, 6, 9, 15, 20, 24, 25, 28,
32, 36, 38, 41, 47, 50, 53, 57
3 24
1, 3, 6, 8, 11, 12, 14, 18,
20, 22, 24, 28, 30, 32, 35, 38,
39, 40, 41, 45, 47, 51, 52, 54
A Monte-Carlo analysis with 10000 simulations has been done fore this test.
The maximum and mean values of the phase angle deviations of each bus for one of
these simulations are shown in Fig. 5.37 and Fig. 5.38, respectively. It is shown that
maximum and mean values have a similar trend in Conﬁguration 1 and Conﬁguration
2 in which the peak points are in correspondence of the bus 12. On the other hand,
in Conﬁguration 3 the phase angles are estimated more accurately at many buses
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Figure 5.36: Schematic of PMU placement for the IEEE 57-bus system
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and the critical situation at the bus 12 disappears. This is obviously due to the
installation of more PMUs and, in particular, to the installation of a PMU in nodes
12.
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Figure 5.37: Maximum deviation of phase angle estimation at each bus
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Figure 5.38: Mean deviation of phase angle estimation at each bus
To evaluate the impact of the measurement uncertainty caused by PTPd syn-
chronization on the SE application more quantitatively, a detailed statistical anal-
ysis is applied to the individual buses. As an example, a closer look is given at
the performances of bus 12, which represents the most critical situations in both
Conﬁgurations 1 and 2. The statistical distributions of the phase deviation for bus
12 in the three cases are depicted in Figs. 5.39, 5.40 and 5.41, respectively.
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Figure 5.39: Distribution of bus-12 phase angle deviation in Conﬁguration 1
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Figure 5.40: Distribution of bus-12 phase angle deviation in Conﬁguration 2
It can be observed that in Conﬁgurations 1 and 2 the deviations in the evaluation
of the phase angles are much higher than the uncertainty arising from a direct PMU
measurement, which, according to [3], is in the order of 1mrad. On the contrary,
in Conﬁguration 3 the deviations are, obviously, much smaller, owing to the PMU
placement at this bus.
However, the presented results on both the 8-bus and the 57-bus systems show
that, even if dedicated hardware is not used in the implementation of the PTP, the
single PMU measurement complies with the accuracy required by the IEEE stan-
dard on synchrophasors and the impact of the synchronization uncertainty on the
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Figure 5.41: Distribution of bus-12 phase angle deviation in Conﬁguration 3
estimated quantities can be low.
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Chapter 6
Impact of the model on
synchrophasor measurement
accuracy
The uncertainty introduced by a Phasor Measurement Unit can be attributed to four
sources: transducers, data acquisition system (conditioning and sampling), synchro-
nization system, and phasor estimation algorithm. The eﬀects of transducers and
synchronization system have been analysed in the previous chapters of these the-
sis, whereas the eﬀects of the data acquisition system (conditioning and sampling)
have been deeply studied in the literature. Data acquisition system includes analog
signal conditioning devices and Analog-to-Digital Converters (ADCs). The signal
conditioning stage performs the tasks of raw signal ﬁltering, signal amplifying or
attenuating and its uncertainty is mainly due to system noise, non linearities and
gain error. As for ADCs, in commercial PMUs, 14 or 16 bit converters are usually
employed. The quantization error is therefore negligible with respect to the other
uncertainty sources [1].
On the other hand, the uncertainty due to the digital processing stage has been
often considered as a marginal contribution, because in many circumstances the
other sources of uncertainty can be prevailing. However, some studies have already
pointed out that, in several practical conditions, diﬀerent theoretical approaches and
diﬀerent algorithms may lead to signiﬁcant diﬀerences in the measurement result
[2, 3]. For these reasons, this uncertainty source, which directly involves the model
of the measurand, will be analysed more deeply in this last chapter of the thesis.
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6.1 Phasor Estimation Algorithms
In the literature, several studies on diﬀerent algorithms under steady state and dy-
namic conditions have been reported. Every algorithm requires a phasor model
and uses speciﬁc techniques to match the model parameters. In particular, the algo-
rithms can be divided into two main classes with respect to the measurement model:
algorithms relying on a pure sinusoidal signal model (static phasor model) and al-
gorithms based on an intrinsically non-sinusoidal model (dynamic phasor model).
6.1.1 Algorithms based on the static phasor model
The static phasor model (2.2) is the underlying model for a wide class of algo-
rithms. The simplest and most widespread algorithm calculates the phasor by a
Discrete Fourier Transform (DFT) computation applied to a given observation win-
dow (method A):
X˜Tr =
√
2
N
j=N
2
−1∑
n=−N
2
xΔt e−j2π
n
N (6.1)
where X˜Tr is the phasor estimated at the reference time Tr, Δt = nTs−Tr is the time
shift with respect to Tr and N is the number of samples in a chosen window. The
DFT based algorithm works correctly when, in stationary conditions, the observation
window perfectly matches an integer number of cycle durations of the periodic signal
x(t). Thus, N is usually chosen as a multiple of N0 = 1/(f0 ·Ts), that is the number
of samples in one cycle at nominal frequency. When this condition is not met,
in particular under oﬀ-nominal frequency conditions, good results can be achieved
by both adapting the observation window in order to contain an integer number
of cycles at the actual frequency of the system and weighting the samples with a
speciﬁc window, such as Hamming or Hann (method Aw in the following).
There are algorithms that, while keeping the simple steady-state model, try to
compensate the errors of DFT due to dynamic behaviour in the acquired signal. One
method (here referred to as method B) studied to attenuate the negative eﬀect
that arises under oﬀ-nominal frequency conditions and to ﬁlter the fast transient
events, caused by switching operations and faults, has been proposed in [5]. The
method is based on a three-point-ﬁlter technique and uses three partially overlapping
observation windows. Each synchrophasor is obtained by calculating the DFT on a
one-cycle observation window centred on the reference time and averaging it with
two adjacent DFT-estimated phasors chosen such that their relative phase angles
with respect to the central one are ±60◦ at the nominal fundamental frequency.
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6.1.2 Algorithms based on the dynamic phasor model
Under dynamic conditions, the static model (2.2) might not be able to follow phasor
changes that take place in the observation window, thus leading to an incorrect
synchrophasor evaluation. In these situations, method based on dynamic model
(2.4) can be used.
There are algorithms that are conceived as a post-processing step of DFT cal-
culation aimed at correcting DFT estimation errors due to the mismatch between
a dynamic model and the steady-state one. In [6] for instance, the time-changing
phasor is described by a ﬁrst order complex polynomial (always centred in Tr) for a
4 parameters algorithm or by a second order one for a 6 parameters algorithm (re-
ferred to as method C in the following). The expanded model implies that, in the
second order modelling, the boxcar one cycle DFT phasor Y˜ calculated on a window
centred on Tr is tied to the zero, ﬁrst and second order theoretical parameters by
the following equation:
Y˜ = X¯(0) + j
X¯
(1)∗
2Nf0 sin(
2π
N
)
(6.2)
where X¯(1)
∗
is the conjugate of the ﬁrst order phasor derivative X¯(1). The true
phasor X¯(0) is then estimated from the correction formula:
X¯
(0) = Y˜ − j X¯
(1)∗
2Nf0 sin(
2π
N
)
− X¯
(1)∗
f 20
(
N − 1
24N
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− X¯
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f 20
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(
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N
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2N2(sin 2π
N
)2
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where X¯(1)
∗
and X¯(2)
∗
are the conjugate of the ﬁrst and second order phasor deriva-
tives X¯(1) and X¯(2). Derivatives are computed via ﬁnite diﬀerence formulations. For
instance, X¯(1) can be calculated by:
X¯
(1)
M
f0
≈ 3
2
Y˜M − 2Y˜M−1 + 1
2
Y˜M−2 (6.4)
where M is the current window index and the adjacent observation windows (M −1
and M − 2), are also needed (see [6] for details). It is interesting to note that a
model of greater order requires more adjacent windows to be estimated and, as a
consequence, a greater computational cost. Another technique based on the same
concept can be found for instance in [7], where a second order model is used and the
ﬁnite diﬀerence equations are replaced by a least squares approach.
A diﬀerent approach for signal analysis under oscillations is introduced in [8]. It
is based on a linear ﬁlter bank, that performs a Least Squares (LS) approximation of
an observation window (that can also include a non-integer number of cycles) with
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respect to the second order Taylor model. Unlike the algorithms introduced in [6]
and [7], such algorithm directly acts on the samples, without any DFT computation.
As a consequence, an arbitrary number of samples can be used and the observation
window is not required to include an integer number of cycles. A Weighted Least
Squares (WLS) can also be used, giving diﬀerent weights to diﬀerent samples, as
suggested in [9]. The linear non-orthogonal transform, involved in the algorithm, is
deﬁned as a Taylor-Fourier transform and is intended to approximate the band-pass
signal represented by the dynamic phasor (see (2.4)). The algorithm gives a simulta-
neous estimation of all the second order model parameters, which are phasor, phasor
speed and phasor acceleration (phasor derivatives of zeroth, ﬁrst and second order,
respectively). From these parameters it is straightforward to obtain the amplitude
along with its derivatives and the phase along with frequency and Rate of Change
of Frequency (ROCOF). The algorithm will be referred as method D.
6.2 Test setup
The simulated test cases can be divided into two main classes with respect to the
dynamics of the reference signal: steady-state and transient conditions. Steady-state
includes both the ideal sinusoidal quantities and other important non-sinusoidal
conditions that can be found in the practice: additive noise, amplitude and phase
modulations, presence of harmonics and interharmonics. In this class, signals that
show stable characteristics over time have been included. However, it is important
to underline that they can correspond both to static and dynamic phasor behaviour.
On the other hand, step signals and linear frequency ramp signals have been chosen
as representative of transient conditions of a power network.
All the tests have been designed in the LabVIEW 2010 framework, implementing
the reference signal and disturbance generation module, the synchrophasor measure-
ment algorithms under test and the performance evaluation blocks. Method A uses
a number of samples corresponding to one cycle at nominal frequency. The other
algorithms employ a diﬀerent number of cycles: method Aw two cycles, according
to [3], method B three partially overlapping cycles, method C three cycles, according
to [6], and method D four cycles, as suggested in [9].
Tests have been performed by simulations, adopting a 10 kSa/s sampling fre-
quency. A “per sample approach” has been used, that is a phasor computation per-
formed at every sampling period by continuously shifting the observation window by
a single sample. The subsequent analysed windows are thus overlapping, except for
a sample. Each synchrophasor is referred to the reference time corresponding to the
centre of the estimation window. The aim is to precisely follow phasor evolution, to
better test estimation algorithms behaviour. In the practice, every PMU will have a
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tunable reporting rate ( [10] suggests 10, 25, 50 synchrophasors per second for 50Hz
power systems and 10, 12, 15, 20, 30, 60 synchrophasors per second for 60Hz power
systems), but this is only related to real-time computational issues or bandwidth
requirements for data transmission. For the methodological analysis purpose of this
work, it is better to have the fastest measurement rate, so that the limit condition
is investigated.
6.2.1 Steady-state tests
Noise
The tests are aimed at emphasizing the rejection property of algorithms with respect
to additive white gaussian noise.
Harmonics and interharmonics
Harmonics and interharmonics cause signal distortion, that has to be canceled by
phasor estimation algorithm in order to retain the fundamental frequency model.
As for the harmonics, in order to consider a general situation, rather than intro-
ducing one harmonic component at a time, here a signal spectrum composed by the
individual harmonics indicated in the power quality standard [11] is used.
Each interharmonic can be considered as a single frequency component that is
superimposed to the useful signal. Interharmonics can be extremely diﬃcult to
detect and isolate if they are located in the band of interest of the phasor dynamic
model (2.4).
Modulation
A modulated signal (see equation (2.9)) can be useful to describe power swings. Ref-
erences [5] and [10] suggest to employ sinusoidal functions, at a given frequency and
amplitude, to modulate the signal amplitude and phase. An amplitude modulated
signal results in three spectral lines. As an example, Fig. 6.1 shows the spectrum of
a sinusoidal signal with frequency ω and amplitude A1 modulated in amplitude by
a sinusoidal signal with frequency Δω and amplitude A2.
It is clear that the modulating frequency determines the position of the two side
lines and gives the bandwidth of the signal. According to [5], if the modulating
frequency is above 10Hz, the signal dynamics should be excluded from the dynamic
phasor model and should be ﬁltered out by the estimation algorithm. Amplitude and
phase modulations can also be simulated separately with a modulating frequency
that can vary from a few hertz up to ten hertz.
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Figure 6.1: Spectrum of an amplitude modulated signal.
6.2.2 Transient conditions
Step tests
The step tests are divided in amplitude and phase steps. Parameters to realize this
type of test are suggested for instance in [10, 12]. It is important to notice that
the TVE can be a useless index in the sharp transition between two steady states,
where it results in very high values in a short time period. As already mentioned in
Section 2.2, a suitable index for this type of tests is the response time, to evaluate
the promptness of the algorithms.
Ramp tests
In the frequency ramp tests the reference signal undergoes a linear change of fre-
quency at a constant rate of change. Parameters for this test can be found in [10, 12].
In [12] for instance, a ROCOF of 1Hz/s for 10 s is proposed. The ramp evolves be-
tween two steady-state conditions. The values of TVE in the proximity of the tran-
sitions occurring at the starting and ﬁnal points of the ramp are almost meaningless
and this should be kept into account, by excluding them from the analysis.
6.3 Results
6.3.1 Noise
Tests have been performed to compare all the considered algorithms when Additive
White Gaussian Noise (AWGN) is added to the clean sinusoidal signal, at diﬀerent
levels of Signal to Noise Ratio (SNR). The limit of 1% of TVE is respected by all the
methods, for SNR above 26 dB. With a noise of 40 dB, which is often considered as
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a possible lower limit in actual situations, for instance, the TVEs are in the average
below 0.1%, with peaks of about 0.2% (see also [3]).
6.3.2 Oﬀ-nominal frequency
Such preliminary tests have been extensively performed by the authors of [2, 3],
but an example will be reported here to better understand the relationship between
the behaviour at oﬀ-nominal frequency and the behaviour in presence of dynamic
evolutions.
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Figure 6.2: TVE % results for oﬀ-nominal frequency f = 52.5Hz.
In Fig. 6.2, the TVE results with working frequency f = 52.5Hz are given.
It is shown that algorithms that rely on a dynamic phasor model have better per-
formances even under oﬀ-nominal frequency conditions. This fact is due to the
pass-band characteristics of such algorithms that are designed to ﬁlter disturbances
and to let unaﬀected a signal like that of Fig. 2.2: thus, if a sinusoidal signal oscil-
lates at oﬀ-nominal frequency, but it is still inside the band of interest, its features
are completely extracted by such algorithms.
Even if the TVE gives synthetic information about behaviour of algorithms, it
is not suﬃcient and can even be misleading, as already pointed out in Section 2.2.
As aforementioned, the relationship between the TVE and amplitude or phase error
is non linear. An heuristic indicator, derived from (2.12), of the inﬂuence of each
of the two components on the TVE can be represented by 100 ·Δa2rel/TVE
2, that is
the percent contribution of the square of relative amplitude error to the square of
TVE. Its complementary indicator gives an idea of phase error contribution. Fig.
6.3 reports the average of such quantities, in the same oﬀ-nominal simulation of Fig.
122 Impact of the model on synchrophasor measurement accuracy
6.2, and clearly shows that the TVE can not be considered as a complete index to
compare methods performances. In fact, when considering, for instance, method
Aw and method C, the maximum TVEs are respectively 0.80% and 0.31%. On
the contrary the maximum phase errors are, respectively, 0.15 crad and 0.31 crad,
showing thus an inversion in the performances of the two methods, if the phase
estimation accuracy is considered.
Because of these considerations, in the following both amplitude and phase errors
will be presented, whenever possible, to give a better insight into the algorithms
behaviour.
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Figure 6.3: Inﬂuence of amplitude and phase errors on TVE for oﬀ-nominal frequency
f = 52.5Hz.
6.3.3 Harmonics
Tests in presence of harmonics have been performed using diﬀerent values for the
fundamental frequency of the signal (50, 50.05, 50.5, 52.5 and 55Hz). It should be
recalled that the harmonic frequencies are multiples of the actual signal frequency.
Forty harmonics were simultaneously added to the signal, with the individual har-
monic levels indicated in [13] and a Total Harmonic Distortion (THD) equal to
10%.
The results show that also in this type of tests, using the TVE as a performance
index may lead to some misunderstanding. This is the case, for example, of the
test with fundamental frequency equal to 55Hz (see Table 6.1). In this condition,
in fact, the maximum TVE% for methods B and C is similar: 2.52% and 2.46%,
respectively. However, in the case of algorithm B most of the TVE is caused by an
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amplitude error (2.48%), whereas only a small part of it is caused by the phase error
(0.84 crad). Contrariwise, algorithm C shows a phase error (2.27 crad) much larger
than the amplitude error (1.61%) pointing out a completely diﬀerent behaviour.
Table 6.1: Maximum amplitude (%), phase (crad) and TVE (%) results for 55Hz har-
monic test
Algorithms
55Hz
Max Max Max
Amplitude Error Phase Error TVE
(%) (crad) (%)
Method A 6.50 4.66 6.53
Method Aw 2.89 0.30 2.89
Method B 2.48 0.84 2.52
Method C 1.61 2.27 2.46
Method D 0.33 0.05 0.33
Fig. 6.4 shows the results of the maximum amplitude error (%) and maximum
phase error (crad) for the tests in the presence of harmonics. It should be noticed
that the maximum TVE % does not necessarily occur at the same time of the
maximum amplitude or phase errors. Thus, it is clear that the diﬀerent indices
provide complementary information.
It can be seen that for the test at 50Hz all the methods show a good harmonic
rejection whereas for the test with fundamental frequency equal to 55Hz , only
method D presents a good harmonic rejection. It is interesting to highlight that,
while the performances at oﬀ-nominal frequencies strictly depend on the pass-band of
the estimators, the harmonic rejection ability is due to the stop band characteristics.
Method D, for instance, has a very ﬂat response in the band of interest and thus,
as it can be seen in Fig. 6.4, has a behaviour, in presence of harmonics, that does
not depend in a signiﬁcant manner on the fundamental frequency. On the contrary,
method A, which perfectly cancels the eﬀects of harmonics at nominal frequency,
mainly suﬀers in the presence of oﬀ-nominal conditions.
6.3.4 Interharmonics
A single interharmonic line, with a 5% amplitude with respect to the signal am-
plitude, has been added to a pure sinusoidal signal at nominal frequency. The
interharmonic frequency fI has been changed during tests, by a 1Hz step, to sweep
a spectrum range from 25Hz to 95Hz. Fig. 6.5 shows the results for two speciﬁc
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Figure 6.4: Maximum amplitude error (%) and maximum phase error (crad) for the tests
in the presence of harmonics
interharmonics at frequencies fI = 57.5Hz and 85Hz, respectively. The behaviour
of the algorithms is related to their ﬁltering capabilities. In fact, when the interhar-
monic is in the pass-band of the algorithm (designed to include dynamic phenomena
of interest), no rejection is obtained and thus the TVE is about 5%, whereas, for
interharmonics at higher frequencies TVE depends on the stop-band attenuation.
The results are, qualitatively, the same for amplitude and phase error, because the
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Figure 6.5: Maximum TVE% in presence of a single interharmonic at frequency fI .
TVE is alternatively due to the each of the two error components.
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6.3.5 Modulation
In [5], it is underlined that the dynamic phenomena of interest can be located in
a frequency band of 20Hz around the system frequency. In the following, results
for sinusoidal modulation, according to model (2.9), are reported. Table 6.2 shows
the maximum percent amplitude error and maximum phase error for two diﬀerent
system frequencies, when an amplitude modulated signal is used (kx = 0.1 and
fm = 5Hz).
Table 6.2: maximum amplitude error (%) and phase error (crad) for amplitude modulated
signal (kx = 0.1 and fm = 5Hz)
Algorithms
50Hz 51Hz
Max Max Max Max
Amplitude Phase Amplitude Phase
Error (%) Error (crad) Error (%) Error (crad)
Method A 0.55 0.50 1.21 1.20
Method Aw 0.29 0.03 0.39 0.17
Method B 0.25 0.03 0.28 0.11
Method C 0.18 0.07 0.23 0.15
Method D 0.03 0.01 0.04 0.03
Algorithms designed on a dynamic model outperform the others under phasor
amplitude variations. It can also be highlighted that the behaviour is related to the
oﬀ-nominal characteristics: in fact, if the estimation method is based on a pass-band
model, it gives good results when the system frequency is oﬀ-nominal. If the test
signal is also modulated in phase, by a sinusoidal modulating function, the band
of the signal can be computed by means of a Fourier series that involves Bessel
functions of ﬁrst kind (see [14] for details). For ka  1, the spectrum can be limited
to ±2fm with respect to the fundamental frequency. In Table 6.3, results of tests
performed with simultaneous amplitude and phase modulations for two diﬀerent
fundamental frequencies are given.
Similarly to the previous test, method D is able to follow amplitude and phase
variations.
6.3.6 Step Tests
In order to study the impact of faults and switching operations on the synchrophasor
estimation, several tests with amplitude and phase steps have been executed. During
the simulations, the signal instantaneously passes from a steady-state condition to
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Table 6.3: Maximum amplitude error (%) and phase error (crad) for amplitude and phase
modulated signal. ka = kx = 0.1 and fm = 5Hz
Algorithms
50Hz 51Hz
Max Max Max Max
Amplitude Phase Amplitude Phase
Error (%) Error (crad) Error (%) Error (crad)
Method A 0.74 0.77 1.69 1.71
Method Aw 0.29 0.27 0.44 0.38
Method B 0.27 0.24 0.30 0.28
Method C 0.22 0.22 0.28 0.31
Method D 0.04 0.04 0.06 0.06
another steady-state condition. To analyse the dynamic behaviour of the studied
methods, the TVE response time with HT = 1% (see equation (2.13)) has been
used.
Amplitude Step
The original signal is a 50Hz sinusoidal waveform. Two step conditions have been
considered during which the amplitude of the observed signal is instantaneously
reduced by 20% and the 50%, respectively.
Phase Step
The initial steady state condition is again characterized by a frequency of 50Hz.
Two tests have been performed, where the phase instantaneously passes from 0◦ to
+15◦ and +45◦ respectively. Table 6.4 shows the results of these tests.
It should be highlighted that the ΔtR may be misleading because it is strictly
dependent on the chosen threshold HT . As an example, Fig. 6.6 shows the TVE
trends of the ﬁve methods for the −20% magnitude step test. Threshold HT = 1%
and HT = 3% have been indicated in Fig. 6.6 with two dashed horizontal lines. It is
possible to see that, if 3% is considered as threshold, according to deﬁnition (2.13),
all the methods presents similar TVE response time. These may be interpretable as
a similar behaviour of both the algorithms designed on a static and dynamic model.
However, if 1% is chosen as threshold, algorithms C and D show a completely
diﬀerent behaviour characterized by a ΔtR much bigger than methods A and B.
ΔtR values for HT = 1% and HT = 3% have been reported in Table 6.5.
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Table 6.4: TVE response time results for amplitude and phase step tests
Algorithms
ΔtR(ms)
Amplitude step Phase step
−20% −50% +15◦ +45◦
Method A 19 20 17 19
Method Aw 27 31 25 28
Method B 24 26 21 23
Method C 44 54 47 49
Method D 38 66 53 66
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Figure 6.6: TVE trends for the −20% magnitude step test
6.3.7 Ramp Tests
Several frequency ramp tests have been executed choosing diﬀerent ROCOF varying
from ±0.01Hz/s to ±1Hz/s.
Table 6.6 shows the results of the maximum amplitude error (%) and maximum
phase error (crad) of the ramp test with a ROCOF of 1Hz/s. Also in this case, meth-
ods based on a dynamic model perform better then methods based on a static model.
This is due to their oﬀ-nominal frequency behaviour and tracking capabilities.
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Table 6.5: ΔtR values for HT = 1% and HT = 3% in the −20% amplitude step test.
Algorithms
ΔtR(ms)
HT = 1% HT = 3%
Method A 19 17
Method Aw 27 18
Method B 24 18
Method C 44 20
Method D 38 20
Table 6.6: Maximum amplitude and phase for ramp test (ROCOF=1Hz/s)
Algorithms
1Hz/s
Max Max
Amplitude Error Phase Error
(%) (crad)
Method A 6.71 3.05
Method Aw 2.85 0.23
Method B 2.22 0.38
Method C 0.98 1.43
Method D 0.32 0.23
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Conclusions
The deep changes of power systems, due to technical and economical reasons, are
leading to several system management and protection issues. Recent blackouts oc-
curred all-over the world are a clear evidence of the situation of modern transmission
network, which often operate close to their limits.
These changes in the conﬁguration of power systems lead to the need to develop
measurement systems distributed on a large scale to address monitoring and control
problems. Phasor Measurement Units are becoming a key element, and are the
basis for the implementation of Wide Area Monitoring Systems. Besides the current
applications in WAMSs applied to transmission systems, the accurate measurement
of synchrophasors is expected to become a fundamental task also for the monitoring
and management of the electric distribution grids of the future (smart grids).
In this thesis, diﬀerent sources that may aﬀect PMU performances have been
studied. In particular, the aspect of the synchronization of PMUs has been anal-
ysed. Besides the traditional synchronization solution based on GPS technology, this
work explores the possibility of distributing an accurate time reference by means of
Precision Time Protocol, deﬁned in the standard IEEE 1588. To test this solution,
two experimental systems for the measurement of synchrophasors have been im-
plemented: the ﬁrst one is synchronized by means of PTP with hardware-assisted
time-stamp mechanism whereas the second one is synchronized by means of PTP
with software-only time-stamp mechanism. Several tests have been performed to
verify the performances of the two proposed synchronization solutions.
The results have given clear indications on the possible use of PTP-based systems
(with hardware-assisted or software-only time-stamping) for the synchronization of
the PMUs.
In fact, tests performed on the system based on hardware-assisted time-stamping
showed that the synchronization obtained by a GPS-PTP solution is comparable to
that obtained using a GPS receiver on each device, and that the contribution to the
synchrophasor measurement uncertainty due to the utilization of transformers may
be more signiﬁcant than the uncertainty contribution due to PTP synchronization.
On the other hand, tests performed on the system based on software-only time-
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stamp showed that this solution would also be suitable for the synchronization of
PMUs under particular conditions (substations with hardware-synchronized infras-
tructure) and that the uncertainty of synchronization may have minimal impact on
applications such as the State Estimation.
Furthermore, the contribution of the phasor estimation models to the PMU per-
formances has also been analysed. Many test cases are necessary to describe a
phasor estimation algorithm in a meaningful manner. A rich test suite, designed to
simulate algorithms behaviour under diﬀerent realistic conditions, both steady-state
and transient, has been illustrated. Test results show that algorithms performances
cannot be fully described by means of Total Vector Error, because a diﬀerent be-
haviour in terms of amplitude and phase error arises for each method when stressed
by speciﬁc tests. Results also point out that algorithms speciﬁcally designed for dy-
namic phasor estimation are needed when relevant oscillations or frequency changes
are present in the reference signal. In particular, methods based on an intrinsically
dynamic model tend to outperform those based on a static model and also those
based on post processing correction formulas.
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